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LOCATION MAP VICINITY MAP

FOR

PROJECT TEAM

for

VOLUME 1
GENERAL
ARCHITECTURE
FIRE PROTECTION
PLUMBING
MECHANICAL
ELECTRICAL

880 E 11TH AVENUE
COLUMBUS, OH 43211 

PHONE: (614) 421-6000

VOLUME INDEX

PROJECT IMAGE

ARCHITECT

MOODY NOLAN

300 SPRUCE STREET
SUITE 300

COLUMBUS, OHIO 43215 

PHONE: (614) 461-4664

MEP ENGINEER

PRATER ENGINEERING ASSOCIATES, INC.

6130 WILCOX ROAD
DUBLIN, OHIO 43016

PHONE: (614) 766-4896
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SITESITE

#  DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



KIT KITCHEN
KO KNOCKOUT

L LENGTH
LAB LABORATORY
LAM LAMINATE
LAV LAVATORY
LF LINEAR FOOT
LGTH LENGTH
LH LEFT HAND
LL LIVE LOAD
LLH LONG LEG HORIZONTAL
LLV LONG LEG VERTICAL
LT LIGHT
LTG LIGHTING

MAS MASONRY
MAT MATERIAL
MAX MAXIMUM
MDF MEDIUM DENSITY FIBERBOARD
MDO MEDIUM DENSITY OVERLAY
MECH MECHANICAL
MED MEDIUM
MEMB MEMBRANE
MEZZ MEZZANINE
MFR MANUFACTURER
MH MANHOLE
MIN MINIMUM
MISC MISCELLANEOUS
MO MASONRY OPENING
MT MARBLE TILE
MTD MOUNTED
MTG MOUNTING
MTL METAL
MUL MULLION

N NORTH
NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NTS NOT TO SCALE

OA OVERALL
OBS OBSCURE
OC ON CENTER
OCC OCCUPANT(S)
OD OUTSIDE DIAMETER
OFC OFFICE
OH OVERHEAD
OPNG OPENING
OPP OPPOSITE
OSB ORIENTED STRAND BOARD

& AND
L ANGLE
@ AT
# NUMBER / POUND
℄ CENTERLINE / COLUMN lINE
⅊ PROPERTY LINE
♿ ACCESSIBLE

AB ANCHOR BOLT
ABV ABOVE
AC AIR CONDITIONING / 

AIR CONDITIONER
ACC ACCESSIBLE
ACOUS ACOUSTICAL
ACT ACOUSTIC CEILING TILE
AD AREA DRAIN
ADDL ADDITIONAL
ADJ ADJACENT / ADJUSTABLE
AFC ABOVE FINISH CEILING
AFF ABOVE FINISH FLOOR
AGGR AGGREGATE
ALUM ALUMINUM
ALT ALTERNATE
AP ACCESS PANEL
APP'D APPROVED
APPROX APPROXIMATE
APT APARTMENT
ARCH ARCHITECT / ARCHITECTURAL
ASB ASBESTOS
ASPH ASPHALT
AV AUDIO VISUAL
AUTO AUTOMATIC

BC BOTTOM OF CURB
BD BOARD
BET BETWEEN
BIT BITUMINOUS
BLDG BUILDING
BLKG BLOCKING
BM BEAM / BENCHMARK
BOS BOTTOM OF STEEL
BOT BOTTOM
BRG BEARING
BSMT BASEMENT
BUR BUILT UP ROOF

CAB CABINET
CB CATCH BASIN
CEM CEMENT(ITIOUS)
CER CERAMIC
CFM CUBIC FEET PER MINUTE
CFMF COLD FORMED METAL FRAMING
CIP CAST IN PLACE
CI CURB INLET
CJ CONTROL JOINT
CL CENTERLINE
CLG CEILING
CLOS CLOSET
CLR CLEAR
CM CONSTRUCTION MANAGER
CMU CONCRETE MASONRY UNIT
CNSK COUNTERSUNK
CO CLEANOUT
COL COLUMN
CONC CONCRETE
CONN CONNECTION
CONST CONSTRUCTION
CONT CONTINUOUS / CONTINUE
CONTR CONTRACTOR
CORR CORRIDOR / CORRUGATED
CPT CARPET
CRS COURSE
CT CERAMIC TILE
CTR CENTER
CTRD CENTERED
CW COLD WATER / CURTAIN WALL

DBL DOUBLE
DEMO DEMOLISH
DEPT DEPARTMENT
DET DETAIL
DF DRINKING FOUNTAIN
DIA DIAMETER
DIM DIMENSION
DISP DISPENSER
DIV DIVISION
DL DEAD LOAD
DN DOWN
DO DITTO
DS DOWNSPOUT
DW DISHWASHER
DWG DRAWING

E EAST
EA EACH
EC ELECTRICAL CONTRACTOR
EF EXHAUST FAN / EACH FACE
EIFS EXTERIOR INSULATION 

FINISH SYSTEM
EJ EXPANSION JOINT
EL ELEVATION (ABOVE GRADE)
ELECT ELECTRICAL
ELEV ELEVATION (BUILDING ELEVATION)
ELV ELEVATOR
EMER EMERGENCY
ENCL ENCLOSURE
ENGR ENGINEER
EP ELECTRICAL PANEL / 

EDGE OF PAVEMENT
EQ EQUAL
EQUIP EQUIPMENT
EST ESTIMATE
EW EACH WAY
EWC ELECTRIC WATER COOLER
EXH EXHAUST
EXP EXPANSION
EXPO EXPOSED
EX'G EXISTING
EXIST EXISTING
EXT EXTERIOR

R RISER
RA RETURN AIR
RAD RADIUS
RB RUBBER BASE
RD ROOF DRAIN
REF REFRIGERATOR / REFERENCE
REINF REINFORCED
REQ'D REQUIRED
RES RESILIENT
REV REVISION
RFG ROOFING
RH RIGHT HAND
RM ROOM
RMV REMOVE
RO ROUGH OPENING
ROW RIGHT OF WAY
RWL RAIN WATER LEADER

S SOUTH
SA SUPPLY AIR
SAN SANITARY
SC SOLID CORE / SEALED CONCRETE
SCHED SCHEDULE
SD SMOKE DETECTOR / STORM DRAIN
SECT SECTION
SF SQUARE FOOT / STOREFRONT
SHTG SHEATHING
SHR SHOWER
SHT SHEET
SHT'G SHEATHING
SI SQUARE INCH
SIM SIMILAR
SLV SHORT LEG VERTICAL
SPEC SPECIFICATION
SPKR SPEAKER
SQ SQUARE
SS STAINLESS STEEL
SSG STRUCTURAL SEALANT GLAZED
SSK SERVICE SINK
STA STATION
STD STANDARD
STL STEEL
STM STEAM
STOR STORAGE
STRUCT STRUCTURAL
SUSP SUSPENDED
SV SHEET VINYL
SY SQUARE YARD
SYM SYMMETRICAL
SYS SYSTEM(S)

T TREAD
T&B TOP AND BOTTOM
T&G TONGUE AND GROOVE
TC TOP OF CURB
TEL TELEPHONE
THK THICK(NESS)
TOF TOP OF FOOTING
TOS TOP OF STEEL
TOW TOP OF WALL
TP TOP OF PAVEMENT
TS TUBE STEEL
TV TELEVISION
TW TOP OF WALL
TYP TYPICAL
TZ TERRAZZO

UNF UNFINISHED
UNO UNLESS NOTED OTHERWISE
UR URINAL

VCT VINYL COMPOSITION TILE
VB VAPOR BARRIER / VINYL BASE
VERT VERTICAL
VEST VESTIBULE
VIF VERIFY IN FIELD
VWC VINYL WALL COVERING

W WEST / WIDTH
WF WIDE FLANGE
W/ WITH
W/O WITHOUT
WC WATER CLOSET
WD WOOD
WI WROUGHT IRON
WP WATERPROOF
WR WATER RESISTANT
WSCT WAINSCOT
WT WEIGHT
WTR WATER
WWF WELDED WIRE FABRIC

YD YARD / YARD DRAIN

JAN JANITOR
JBOX JUNCTION BOX
JST JOIST
JT JOINT

ID INSIDE DIAMETER
IN INCH
INCL INCLUDE
INFO INFORMATION
INSUL INSULATION
INT INTERIOR
INV INVERT

H HEIGHT / HIGH
HB HOSE BIB
HC/HDCP ACCESSIBLE
HOLW HOLLOW
HDBD HARDBOARD
HDO HIGH DENSITY OVERLAY
HDR HEADER
HDW HARDWARE
HDWD HARDWOOD
HGT HEIGHT
HM HOLLOW METAL
HORIZ HORIZONTAL
HR HOUR / HANDRAIL
HTG HEATING
HVAC HEATING, VENTILATING, AIR 

CONDITIONING
HW HOT WATER

GA GAGE / GAUGE
GALV GALVANIZED
GB GRAB BAR
GC GENERAL CONTRACTOR
GEN GENERAL
GFI GROUND FAULT INTERRUPT
GFRC GLASS FIBER REINFORCED 

CONCRETE
GFRG GLASS FIBER REINFORCED

GYPSUM
GFCMU GROUND FACE CONCRETE 

MASONRY UNIT
GL GLASS OR GLAZING
GND GROUND
GYP GYPSUM
GWB GYPSUM WALLBOARD

SYMBOLS

A

B

C

D

E

O

N

M

K

J

I

H

G

R

S

T

U

V

W

Y

ABBREVIATIONS

A101

1

11

1

A101
1 Ref

W1

XX

XX
X

1
A101

1
A101

XXX

1

1

150 SF
OCC LOADOCC

A-1
NAME 101

XX

BUILDING SECTION

XX'-XX"

PLAN View Name
1/8" = 1'-0"1

AREA NAME
150 SF

0 8' 16' 20'12'

1

11A B

2
SHEET NUMBER

DETAIL NUMBER

SHEET NUMBER

DETAIL NUMBER

SHEET NUMBER

DETAIL NUMBER

SHEET NUMBER

DETAIL NUMBER

SHEET NUMBER
DETAIL NUMBER

SHEET NUMBER

DETAIL NUMBER

DETAIL NUMBER

WALL SECTION

DETAIL SECTION

DETAIL / FLOOR PLAN CALLOUT

EXTERIOR ELEVATION

INTERIOR ELEVATION

WINDOW / CURTAIN WALL ELEVATION

VERTICAL ELEVATION / LEVEL MARK

LEVEL NAME

ELEVATION

ELEVATION ABOVE
SEA LEVEL

SPOT ELEVATION

REVISION CLOUD & TAG

VIEW TITLE

DRAWING TYPE

DRAWING NAME

DRAWING SCALE

DETAIL NUMBER

GRAPHIC SCALE

GRIDS HEADS / LINES

ROOM TAGS

ROOM OCCUPANCY TAG

AREA TAG

WALL TYPE TAG

WINDOW TYPE TAG

DOOR TYPE TAG

CODED NOTE / ACCESSORY TAG

1

CEILING TAG

CURTAIN PANEL TYPE TAG

FURNITURE / EQUIPMENT TAG

CASEWORK TAG

NORTH ARROW

MATCHLINE / VIEW REFERENCE

SYMBOLS LEGEND

KEYNOTE

00 00 00.XX00
KEYNOTE TEXT

ROOM FINISH TAG

XX XX'-XX"

INDEX OF DRAWINGS

MATERIALS LEGEND

ALUMINUM

GLASS - SMALL SCALE

ACOUSTIC CEILING

BRICK

CONCRETE

CONCRETE MASONRY

CONCRETE (SURFACE)

EARTH

GLASS - LARGE SCALE

GRANULAR FILL

WOOD - FINISHED

GYPSUM BOARD

INSULATION - BATT

INSULATION - RIGID

PLYWOOD

STEEL

WOOD - ROUGH FRAMING

WOOD - ROUGH BLOCKING

LEVEL
XXX'-XX"

(XXX'-XX")

1
A101

Ref
1

A101

Ref

1
A101

Ref

1
A101

Ref

1
A101

Ref

L

1

/1 A101

EXPOSEDXX

VARIESXX

SUB-DIVISION
SPECIFICATION

DIVISION
UNIQUE IDENTIFIER
(MAY NOT DIRECTLY 
REFER TO SPEC
SUB-SECTION)

SHEET NUMBER

ROOM NAME

XXX
AREA

XXX
ROOM NAME

XXX
XXX

DESCRIPTION

MILLWORK NOTE

1

CLG. TYPE FIN. CEILING 
HEIGHT (A.F.F.)

REFERENCE
TARGET

OWNER ROOM NUMBER

W1
1HR

FA FIRE ALARM
FD FLOOR DRAIN / FIRE DEPARTMENT
FDN FOUNDATION
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF FINISH FLOOR
FIN FINISH OR FINISHED
FLG FLASHING
FLR FLOOR
FLUOR FLUORESCENT
FO FACE OF
FP FIREPROOF
FRMG FRAMING
FRP FIBER REINFORCED PLASTIC
FRT FIRE RETARDANT TREATED
FSD FIRE SEPARATION DISTANCE
FT FOOT OR FEET
FTG FOOTING
FURN FURNACE / FURNITURE
FURR FURRING
FWC FABRIC WALLCOVERING
FHC FIRE HOSE CABINET
FXTR FIXTURE

F

PC PRE-CAST
PEMB PRE-ENGINEERED METAL BUILDING
PERF PERFORATED
PL PLATE / PROPERTY LINE
PLAM PLASTIC LAMINATE
PLAS PLASTIC / PLASTER
PLBG PLUMBING
PLYWD PLYWOOD
PNL PANEL
PORC PORCELAIN
POS POINT OF SALE
PR PAIR
PREFIN PREFINISHED
PSF POUNDS PER SQUARE FOOT
PSI POUNDS PER SQUARE INCH
PT PAINT / PRESSURE TREATED
PTD PAINTED
PVC POLYVINYL CHLORIDE
PVMT PAVEMENT
PWR POWER

P

QT QUARRY TILE
QTY QUANTITY

Q
B.334 30

24

HEIGHT 
(INCL COUNTER/
WORKSURFACE @ 
BASE CABINETS)

TYPE DESIGNATION

WIDTH (CARCASS)
DEPTH (CARCASS)

KEYNOTE LEGEND

TO
P 
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27
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4" MAX. PROJECTION
FROM WALL

SU
RF

AC
E 

MT
D.

FI
RE

 E
XT

IN
GU

IS
HE

R

CA
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NE
T 

MT
D.

FI
RE

 E
XT
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GU

IS
HE

R

FIRE EXTINGUISHERS

X1 X2

GENERAL MOUNTING HEIGHT NOTES:

1. ALL MOUNTING HEIGHTS ARE ABOVE FINISH FLOOR
(CRITICAL FOR ADA COMPLIANCE)

2. ALL DIMENSIONS ARE TO FACE OF FINISHED WALL
(CRITICAL FOR ADA COMPLIANCE)

3. ALL DIMENSIONS TO CONTROLS ARE TO TOP OF BUTTON, LEVER OR KNOB

TYPICAL MOUNTING HEIGHTS

300 SPRUCE STREET
SUITE 300
COLUMBUS, OHIO 43215

PHONE: 614-461-4664
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CONSTRUCTION DOCUMENTS

G001

DRAWING INDEX, GENERAL NOTES,

SYMBOLS, AND ABBREVIATIONS

CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
COLUMBUS, OHIO 43219

20
25

SHEET NUMBER SHEET NAME

00 - GENERAL
G001 DRAWING INDEX, GENERAL NOTES, SYMBOLS, AND ABBREVIATIONS
G010 CODE DATA AND PLAN
G200 PARTITION TYPE SCHEDULE
3

01 - ARCH DEMOLITION
AD101 LEVEL 01 - DEMOLITION PLAN
AD201 LEVEL 01 - DEMOLITION RCP
2

03 - ARCHITECTURAL
A101 LEVEL 01 - FLOOR PLAN
A201 LEVEL 01 - RCP
A700 DOOR SCHEDULE AND DETAILS
A800 FINISH SCHEDULE/LEGEND
A801 INTERIOR ELEVATIONS AND DETAILS
A850 CASEWORK DETAILS
A851 MILLWORK DETAILS
A901 LEVEL 01 - FINISH PLAN
A911 LEVEL 01 - FLOOR FINISH PATTERNS
9

FIRE PROTECTION
FP101 LEVEL 1 - FIRE PROTECTION PLAN
FP301 FIRE PROTECTION DETAILS AND SCHEDULES
2

PLUMBING
PD101 LEVEL 01 - PLUMBING DEMOLITION PLAN
1

PLUMBING
P101 LEVEL 1 - PLUMBING PLAN
P301 PLUMBING DETAILS AND SCHEDULES
2

MECHANICAL
HD101 LEVEL 01 - HVAC DEMOLITION PLAN
1

MECHANICAL
H101 LEVEL 01 - HVAC PLAN
H201 HVAC SCHEDULES AND DETAILS
2

ELECTRICAL
ED101 LEVEL 01 - POWER DEMOLITION PLAN
ED201 LEVEL 01 - LIGHTING DEMOLITION PLAN
2

ELECTRICAL
E101 LEVEL 01 - POWER PLAN
E201 LEVEL 01 - LIGHTING PLAN
E301 ELECTRICAL RISER AND DETAILS
E401 ELECTRICAL SCHEDULES, LEGENDS, AND DETAILS
4
Grand total: 28

KEY VALUE KEYNOTE TEXT
03 30 00.A1 ALTERNATE #2: CONCRETE SLAB ON GRADE TO MATCH EXISTING PATIO.
03 30 00.A2 ALTERNATE #2: CONCRETE CURB TO MATCH EXISTING.
03 30 00.A3 ALTERNATE #2: 36" X 36" X 12" CONCRETE FOOTING. TOP OF CINCRETE AT 24"

BELOW GRADE.
04 00 00.A1 ALTERNATE #2: BRICK VENEER ON 20" X 20" CMU PIER OVER 28"X 28" X 24" CMU

FOUNDATIO WITH LIMESTONE CAP TO MATCH EXISTING.
05 70 00.A1 ALTERNATE #2: ALUMINUM RAILING AND GATE TO MATCH EXISTING.
05 73 13.A1 ALTERNATE #5: STAINLESS STEEL FRAME WITH GLASS PANEL GUARDRAIL WITH

STAINLESS STEEL HANDRAIL. SEE DETAIL ON SHEET A801.
05 73 13.A2 ALTERNATE #5: STAINLESS STEEL WALL MOUNTED HANDRAIL. SEE DETAIL ON

SHEET A801.
05 73 13.A3 ALTERNATE #5: STAINLESS STEEL FRAME WITH GLASS PANEL GUARDRAIL. SEE

DETAIL ON SHEET A801.
06 40 00.E1 ALTERNATE #5: SOLID SURFACE (SS-3) TRIM ON FLOOR
06 40 00.E2 ALTERNATE #5: SOLID SURFACE (SS-3) CAP ON EXISTING WALL
06 40 00.F1 18" DEEP PLASTIC LAMINATE COUNTER AT 34" A.F.F.
06 40 00.G2 FIXED SHELF AND COAT ROD
10 22 21.A1 DEMOUNTABLE GLASS PARTITION SYSTEM
10 44 00.B3 SEMI-RECESSED FIRE EXTINGUISHER CABINET
11 31 00.B1 55" TELEVISION: SONY MODEL K55S30
11 31 00.B2 65" TELEVISION: TCL MODEL 65QM751G
11 31 00.B3 85" TELEVISION
11 52 23.A1 WALL MOUNTED TELEVISION BRACKET
12 33 55.A2 ALTERNATE #6: BASE CABINETS, COUNTER TOPS, AND BACKSPLASH - SEE FINISH

PLANS AND INTERIOR ELEVATIONS.

# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 
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JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



1

D

2 3 4 5 6 7 8

C

B

A

E

F

BUSINESS

21,134 SF / 150 SF/P

141 PEOPLE

ASSEMBLY
UNCONCENTRATED

1,459 SF / 15 SF/P

97 PEOPLE

EXERCISE

892 SF / 50 SF/P

18 PEOPLE

ACCESSORY
STORAGE / MECHANICAL

880 SF / 300 SF/P

3 PEOPLE

ASSEMBLY
UNCONCENTRATED

815 SF / 15 SF/P

55 PEOPLE

DOOR
OCCUPANT FLOW
WIDTH (IN)
FACTOR (IN/OCC)
EGRESS CAPACITY

43"

215

153

0.2

DOOR
OCCUPANT FLOW
WIDTH (IN)
FACTOR (IN/OCC)
EGRESS CAPACITY 215.0

43"
58.0

0.20

DOOR
OCCUPANT FLOW
WIDTH (IN)
FACTOR (IN/OCC)
EGRESS CAPACITY 215.0

43"
58.0

0.20

ASSEMBLY
UNCONCENTRATED

352 SF / 15 SF/P

23 PEOPLE

FEC FEC

FEC

FEC

FEC

FEC

FEC

DOOR
OCCUPANT FLOW
WIDTH (IN)
FACTOR (IN/OCC)
EGRESS CAPACITY 330.0

66"
86.0

0.20

DOOR
OCCUPANT FLOW
WIDTH (IN)
FACTOR (IN/OCC)
EGRESS CAPACITY 185.0

37"
86.0

0.20

1

1

11

1

1

2
2

2

1B

1A

GENERAL NOTES - CODE PLAN

#

1. TACTILE EXIT SIGN

2. ASSEMBLY SPACE MAXIMUM OCCUPANCY SIGN

FE
FIRE EXTINGUISHER

FEC

FEVC

FIRE EXTINGUISHER AND CABINET

FIRE EXTINGUISHER / VALVE CABINET

FVC

FIRE DEPARTMENT / VALVE CABINET

OCCUPANT FLOW
WIDTH (IN)
FACTOR (IN/OCC)
EGRESS CAPACITY

STAIR

0.0

0"
0.0

0.20

DOOR
OCCUPANT FLOW
WIDTH (IN)
FACTOR (IN/OCC)
EGRESS CAPACITY

0"
0

XXX
0.2

CODED NOTE LEGEND

FIRE EQUIPMENT LEGEND

WALL LEGEND

OCCUPANCY TAGS

AREA SF
OCCUPANT LOAD

OCCUPANT LOAD FACTOR 

EXISTING WALLS / PARTITIONS

NEW NON-INSULATED WALLS / PARTITIONS

NEW SOUND-INSULATED WALLS / PARTITIONS

GENERAL FUNCTION
SPECIFIC FUNCTION

1500 SF / 150 SF/P

10 PEOPLE

EXISTING 1HR RATED WALLS

USE GROUPS

ASSEMBLY A-2

ASSEMBLY A-3

BUSINESS B

300 SPRUCE STREET
SUITE 300
COLUMBUS, OHIO 43215

PHONE: 614-461-4664
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CONSTRUCTION DOCUMENTS

G010

CODE DATA AND PLAN

CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
COLUMBUS, OHIO 43219

20
25 PLAN

1/16" = 1'-0"
LEVEL 01 - CODE1

CODE REVIEW - OBC 2024

CHAPTER 11 - ACCESSIBILITY
. . . OBC SECTION
SIGNS PROVIDE: . 1111.1
.     WHERE REQUIRED BY SECTIONS 401.2 AND 404 OF THE FIRE
CODE

FIRE SAFETY AND EVACUATION SIGN SEE CODE PLANS 1001.4

.     AT EACH DOOR TO AN AREA OF REFUGE, AREA FOR RESCUE
ASSISTANCE, EGRESS STAIR AND EXIT DISCHARGE

TACTILE EXIT SIGN SEE CODE PLANS 1111.3.2

.     AT EACH FLOOR LANDING IN EXIT ENCLOSURES CONNECTING
FEWER THAN 4 FLOORS

IDENTIFICATION SIGN NOT REQUIRED . 1111.3.6

CHAPTER 24 GLASS AND GLAZING
. . . OBC SECTION
SAFETY GLAZING . . .
.     HAZARDOUS LOCATIONS . PROVIDED 2406.4
.          TEMPERED GLAZING IN DOORS REQUIRED TYPICAL 2406.4.1
.          TEMPERED GLAZING IN PANELS ADJACENT TO DOORS REQUIRED EXISTING OR AS

INDICATED ON
DRAWINGS

2406.4.2

.          TEMPERED GLAZING IN WINDOWS REQUIRED EXISTING OR AS
INDICATED ON

DRAWINGS

2406.4.3

.          TEMPERED GLAZING IN LARGE PANES WITH LOW SILLS REQUIRED EXISTING OR AS
INDICATED ON

DRAWINGS

2406.4.3.1

.          TEMPERED GLAZING ADJACENT TO STAIRWAYS REQUIRED EXISTING OR AS
INDICATED ON

DRAWINGS

2406.4.6

.          TEMPERED GLAZING NEAR THE BASE OF A STAIR REQUIRED EXISTING OR AS
INDICATED ON

DRAWINGS

2406.4.7

.          TEMPERED GLAZING ADJACENT TO STAIRWAYS NOT REQUIRED: GLASS > 18" FROM GUARD EXISTING OR AS
INDICATED ON

DRAWINGS

2406.4.8

.          TEMPERED GLAZING NEAR THE BASE OF A STAIR NOT REQUIRED: GLASS > 18" FROM GUARD EXISTING OR AS
INDICATED ON

DRAWINGS

2406.4.9

CODE REVIEW - OBC 2024

CHAPTER 1 - GENERAL
BUILDING CODES . . .
.     OHIO BUILDING CODE 2024 . .
.     OHIO PLUMBING CODE 2024 . .
.     OHIO MECHANICAL CODE 2024 . .
.     NATIONAL ELCTRIC CODE (ASHRAE 90.1-2010) 2024 . .
.     IECC INTERNATIONAL FUEL GAS CODE 2015 . .
.     IECC INTERNATIONAL ENERGY CONSERVATION CODE 2012 . .
.     ICC A117.1-2009 ACCESSIBLE AND USEABLE BUILDINGS AND
FACILITIES

2009 ANSI A117.1 . .

.     OHIO FIRE CODE 2024 . .

.     NFPA 13 & NFPA 72 2016 . .

.     ADA STANDARDS FOR ACCESSIBLE DESIGN 2010 . .

.     NFPA 101 LIFE SAFETY CODE 2015 . .
CHAPTER 3 - USE AND OCCUPANCY CLASSIFICATION
. . . OBC SECTION
USE GROUPS A-2, A-3, B NON-SEPARATED MIXED

USE
302

CONSTRUCTION TYPE II-B . 602
CHAPTER 5 - GENERAL HEIGHTS AND AREAS
. . . OBC SECTION
BUILDING HEIGHTS AND NUMBER OF STORIES . . 504
HEIGHT IN FEET . EXISTING TABLE 504.3
USE GROUP(S) . HEIGHT ALLOWABLE HEIGHT
.     A-2 . 29' 75'
.     A-3 . 29' 75'
.     B . 29' 75'
. . . .
EXISTING HEIGHT . . 29'
. . . .
NUMBER OF STORIES . EXISTING # TABLE 504.4
USE GROUP(S) . OF STORIES ALLOWABLE STORIES
.     A-2 . 2 3
.     A-3 . 2 3
.     B . 2 4
. . . .
EXISTING STORIES . . 2
. . . .
BUILDING AREA . . 506
USE GROUP(S) TABULAR BUILDING AREA FRONTAGE INCREASE % ALLOWABLE FLOOR

AREA
.     A-2 28,500 75 49,875
.     A-3 28,500 75 49,875
.     B 69,000 75 120,750
. . . TOTAL ALLOWABLE

BUILDING AREA
.     NON-SEPARATED MIXED USE . . 99,750
CHAPTER 6 - TYPES OF CONSTRUCTION
. . . OBC SECTION
FIRE-RESISTANCE RATING REQUIREMENTS: . . TABLE 601
.     PRIMARY STRUCUTRAL FRAME 0 HOUR . TABLE 601
.     EXTERIOR BEARING WALLS 0 HOUR . TABLE 601
.     INTERIOR BEARING WALLS 0 HOUR . TABLE 601
.     EXTERIOR NONBEARING WALLS & PARTITIONS . FIRE SEPARATION

DISTANCE = X
TABLE 601

.          ALL USE GROUPS 0 HOURS 30' < X TABLE 601

.     FLOOR CONSTRUCTION & SECONDARY MEMBERS 0 HOUR . TABLE 601

.     ROOF CONSTRUCTION & SECONDARY MEMBERS 0 HOUR . TABLE 601
CHAPTER 7 - FIRE AND SMOKE PROTECTION FEATURES
. . . OBC SECTION
COLUMN PROTECTION INDIVIDUAL ENCASEMENT REQUIRED N.A. (EXISTING) 704.2
PRIMARY STRUCTURAL MEMBERS INDIVIDUAL ENCASEMENT REQUIRED N.A. (EXISTING) 704.3
.     EXTERIOR WALLS SEE TABLE 601 ABOVE . 705
.     MINIMUM FIRE SEPARATION DISTANCE . 30' .
.     MAXIMUM AREA OF EXTERIOR WALL OPENINGS . . .
.          FIRE SEPARATION DISTANCE DEGREE OF OPENING PROTECTION ALLOWABLE AREA .
.          30' =< X UNPROTECTED, SPRINKLERED NO LIMIT TABLE 705.8
. . . .
FIRE BARRIERS: FIRE-RESISTANCE RATING . 707
.     INTERIOR EXIT STAIRWAY & RAMP ENCLOSURES 1 HOUR TYPICAL 1023.2
.     EXTERIOR WALLS SEE TABLE 601 ABOVE . 705
.     SUPPORTING CONSTRUCTION: . . 707.5.1
.          EXISTING 1 HOUR . 707.5.1
. . . .
FIRE PARTITIONS: FIRE-RESISTANCE RATING . 708.1
.     CORRIDOR WALLS IN USE GROUP(S) A-2, A-3, B 0 HOUR . TABLE 1020.1
. . . .
VERTICAL OPENINGS . LOCATION .
.          EXIT ACCESS STAIRWAYS & RAMPS . . 1019.3
.               CONNECTS ONLY TWO STORIES PERMITTED EXISTING LOBBY STAIR EXCEPTION 1
. . . .
CHAPTER 8 - INTERIOR FINISHES
. . . OBC SECTION
WALL AND CEILING FINISHES EXITS, CORRIDORS, ROOMS . 803
.     USE GROUP(S) A-2 B                  B                     C . TABLE 803.11
.     USE GROUP(S) A-3 B                  B                     C . TABLE 803.11
.     USE GROUP(S) B B                  C                     C . TABLE 803.11
CHAPTER 9 - FIRE PROTECTION SYSTEMS
. . . OBC SECTION
AUTOMATIC SPRINKLER SYSTEM REQUIRED PROVIDED 903
.     USE GROUP(S) A-3 NFPA13 NFPA13 (EXISTING) 903.2
.     USE GROUP A-2 NFPA13 NFPA13 (EXISTING) 903.2.1.2
. . . .
PORTABLE FIRE EXTINGUISHERS - REQUIRED AT: MAXIMUM TRAVEL DISTANCE PROVIDED 906
.     USE GROUP(S) A-2, A-3, B 75'-0" YES 906.1.1
FIRE ALARM & DETECTION SYSTEMS REQUIRED AT: PROVIDED 907
.     MANUAL FIRE ALARM SYSTEM USE GROUP B > 100 OCCUPANTS ABOVE GROUND FLOOR YES 907.2.2.1
CHAPTER 10 - MEANS OF EGRESS
. . . OBC SECTION
OCCUPANT LOAD SEE USE GROUP AND OCCUPANCY SCHEDULE . 1004
MEANS OF EGRESS SIZING SEE CODE PLANS . 1005
.     STAIRWAYS TYPICAL 0.30 1005.3.1.1
.     OTHER EGRESS COMPONENTS TYPICAL 0.20 1005.3.1.2
COMMON PATH OF EGRESS TRAVEL: . . 1006.2.1
.     TYPICAL 75'-0" . TABLE 1006.2.1
.     USE GROUP(S) B 100'-0" . TABLE 1006.2.1
.     SPACES WITH ONE EXIT . MAX. OCC. .
.     USE GROUP(S) A-2, A-3, B . 49 TABLE 1006.2.1
. . . .
ACCESSIBLE MEANS OF EGRESS: # REQUIRED # PROVIDED 1009.1
. 2 3 1009.1
.     AT STAIRWAYS: AREA OF REFUGE LOCATION 1009.3
.          AUTOMATIC SPRINKLER SYSTEM PROVIDED NOT REQUIRED TYPICAL EXCEPTION 5
. . . .
DOORS, GATES AND TURNSTILES: . . 1010.1.1
. CLEAR WIDTH = 32" MIN., 48" MAX. TYPICAL 1010.1.1
.     REVOLVING DOOR CLEAR WIDTH = NO LIMIT TYPICAL EXCEPTION 4
. HEIGHT = 80" MIN. TYPICAL 1010.1.1
.     DOOR SWING PIVOTED OR SIDE-HINGED TYPICAL 1010.1.2
.     REVOLVING DOORS NOT REQUIRED . EXCEPTION 5
. . . .
STAIRWAYS: . . 1011
.     ACCESSIBLE MEANS OF EGRESS MIN. CLEAR WIDTH . 1009.3
.     AUTOMATIC SPRINKLER SYSTEM 48" CLEAR WIDTH NOT REQUIRED TYPICAL EXCEPTION 2
. 44" MIN. CLEAR WIDTH EXISTING 1011.2
.     HEADROOM 80" MIN. EXISTING 1011.3
.     RISER HEIGHT 7" MAX. AND 4" MIN. EXISTING 1011.5.2
.     TREAD DEPTH 11" MIN. EXISTING 1011.5.2
. . . .
GUARDS: . . 1015
.     REQUIRED AT OPEN SIDED WALKING SURFACES 30" OR MORE ABOVE FLOOR BELOW EXISTING 1015.2
.     OPENING LIMITATION 4" SPHERE MAY NOT PASS THRU EXISTING 1015.4
.     FROM A HEIGHT OF 36" TO 42" 4 3/8" SPHERE MAY NOT PASS THRU EXISTING EXCEPTION 1
.     AT OPEN SIDES OF STAIR AT TREAD 6" SPHERE MAY NOT PASS THRU EXISTING EXCEPTION 2
. . . .
EXIT ACCESS TRAVEL DISTANCE MAXIMUN DISTANCE . 1017
.     USE GROUP(S) A-2, A-3 W/ SPRINKLER SYSTEM 250'-0" . TABLE 1017.2
.     USE GROUP B W/ SPRINKLER SYSTEM 300'-0" . TABLE 1017.2
.     MEASUREMENT . . .
.          FROM THE MOST REMOTE POINT TO THE ENTRANCE TO AN
EXIT

TYPICAL . 1017.3

. . . .
CORRIDORS: WIDTH . .
.     MAX. CAPACITY = 220 44" MIN. TYPICAL TABLE 1020.2
. . . .
DEAD END CORRIDOR: LENGTH . 1020.5
.     TYPICAL 20'-0" . 1020.5
.     USE GROUP(S) B W/ NFPA13 SPRINKLER SYSTEM 50'-0" . EXCEPTION 2
.     LENGTH IS LESS THAN 2.5 TIMES THE WIDTH UNLIMITED . EXCEPTION 3
. . . .
EXIT DISCHARGE: . LOCATION 1028
.     DIRECTLY TO THE EXTERIOR OF THE BUILDING TYPICAL EAST AND WEST STAIRS 1028.1
.     THROUGH AREA ON LEVEL OF EXIT DISCHARGE 50% OF EXITS OPEN STAIR AT MAIN

ENTRY
EXCEPTION 1

. . . .
ASSEMBLY . . 1029
.     MAIN EXIT SHALL ACCOMMODATE 50% OF OCCUPANTS SEE CODE PLANS . 1029.2

USE GROUP AND OCCUPANCY SCHEDULE

USE GROUP

GENERAL

FUNCTION SPECIFIC FUNCTION AREA

OCCUPANCY

RATE

OCCUPANT

LOAD

LEVEL 01

ASSEMBLY 2b - RESTAURANTS ASSEMBLY UNCONCENTRATED 815 SF 15 54

815 SF 54

ASSEMBLY 3a - AUDITORIUMS ASSEMBLY UNCONCENTRATED 1,459 SF 15 97

ASSEMBLY 3a - AUDITORIUMS ASSEMBLY UNCONCENTRATED 352 SF 15 23

1,810 SF 121

BUSINESS ACCESSORY STORAGE / MECHANICAL 880 SF 300 3

BUSINESS BUSINESS 21,134 SF 150 141

BUSINESS EXERCISE 892 SF 50 18

22,906 SF 162

25,531 SF 337

6 25,531 SF 337

PLUMBING FIXTURES - PROVIDED

FAMILY

RESTROOM

RESIDENTIAL

RESTROOMS

MALE

W. C.

MALE

LAV

FEMALE

W. C.

FEMALE

LAV

BATH/

SHOWER

DRINKING

FOUNTAIN

SERVICE

SINK

0 0 7 4 5 5 4 1* 1

PLUMBING FIXTURES - REQUIRED OBC 2017

USE GROUP

OCCUPANT

LOAD

MEN &

WOMEN

RESIDENTIAL

RESTROOMS

MALE

W. C.

MALE

LAV.

FEMALE

W. C.

FEMALE

LAV.

BATH/

SHOWER

DRINKING

FOUNTAIN

SERVICE

SINK

ASSEMBLY 2 54 27 0 0.36 0.14 0.36 0.14 0.00 0.11 0.00

ASSEMBLY 3 121 60 0 0.48 0.30 0.93 0.30 0.00 0.24 0.00

BUSINESS 162 81 0 1.62 1.01 1.62 1.01 0.00 1.62 0.00

337 168 0 2.46 1.45 2.91 1.45 0.00 1.97 0.00

EXIT ACCESS TRAVEL DISTANCES

EGRESS

EXIT ROUTE

EGRESS

PATH

DISTANCE
ALLOWABLE

DISTANCE TYPE
1A 50'-0" 100'-0" COMMON

1B 32'-6" 50'-0" DEAD END

* WITH BOTTLE FILLER

# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



2 LAYER 5/8" GYPSUM BOARD - SEE SCHEDULE.

UNDERSIDE OF DECK/STRUCTURE ABOVE

BASE

PLAN

HEAD

TYPE 0 - RESILIENT CHANNEL WALL TYPES

SCHEDULED CEILING, 
SEE REFLECTED CEILING PLAN

1/2" RESILIENT CHANNEL AT 24" O.C.

WALL BASE & FLOOR FINISH MATERIAL
-  SEE FINISH SCHEDULE

ACOUSTICAL SEALANT

L-BEAD IN FINISHED AREAS

WIDTH REFER TO SCHEDULE

1/2" RESILIENT CHANNEL AT 24" O.C.

ACOUSTICAL SEALANT

3 5/8" MTL STUDS @ 16" O.C.

3" SOUND ATTENUATION BATT INSULATION
- SEE SCHEDULE

U.N.O. (1) LAYER 5/8" GYP BD EACH 
SIDE  - SEE SCHEDULE

BASE

PLAN

HEAD

TYPE 3 - 3 5/8" METAL STUD WALL TYPES

SCHEDULED CEILING, 
- SEE REFLECTED CEILING PLAN.

STEEL TRACK, FASTEN 2'-0" O.C. MAX
WALL BASE & FLOOR FINISH MATERIAL
-  SEE FINISH SCHEDULE

FIRE RATED SEALANT
BOTH SIDES IF REQ'D PER UL 
DESIGN NUMBER

FIRE RATED SEALANT BOTH SIDES 
AT RATED WALL ASSEMBLIES

STEEL DEFLECTION TRACK
L-BEAD IN FINISHED AREAS

WIDTH REFER TO SCHEDULE

UNDERSIDE OF DECK/STRUCTURE ABOVE

6" MTL STUDS @ 16" O.C.

3" SOUND ATTENUATION BATT INSULATION
- SEE SCHEDULE

U.N.O. (1) LAYER 5/8" GYP BD EACH 
SIDE  - SEE SCHEDULE. 

BASE

PLAN

HEAD

TYPE 4 - 6" METAL STUD WALL TYPES

SCHEDULED CEILING,
- SEE REFLECTED CEILING PLAN.

STEEL TRACK, FASTEN 2'-0" O.C. MAX

WALL BASE & FLOOR FINISH MATERIAL
-  SEE FINISH SCHEDULE

FIRE RATED SEALANT
BOTH SIDES IF REQ'D PER UL 
DESIGN NUMBER

FIRE RATED SEALANT BOTH SIDES 
AT RATED WALL ASSEMBLIES

STEEL DEFLECTION TRACK
L-BEAD IN FINISHED AREAS

WIDTH REFER TO SCHEDULE

UNDERSIDE OF DECK/STRUCTURE ABOVE

1. ALL DIMENSIONS TO FACE OF WALL U.N.O.

2. USE 5/8" WATER RESISTANT GYP. BD. ON ALL WET WALLS, UNO.

3. USE CEMENT BOARD FOR ALL WALLS TO RECEIVE CERAMIC TILE, UNO.

4. FIRE SAFE ALL JOINTS AND PENETRATIONS AT FIRE RATED PARTITIONS.

5. UL NUMBERS LISTED APPLY ONLY TO THE TESTED MANUFACTURERS. EQUAL 
MANUFACTURERS' EQUIVALENT ASSEMBLY INFORMATION MUST BE 
APPROVED BY ARCHITECT.

6. INSULATION MUST EXTEND FULL HEIGHT OF PARTITION. WHERE SOUND 
ATTENUATION BATTS ARE INDICATED IN PARTITIONS, INSTALL ACOUSTIC 
SEALANT AT BOTH SIDES, ALONG THE TOP AND BOTTOM, AND AT 
INTERSECTING PARTITIONS.

7. WHERE 3 5/8", 4" OR 6" STUD WALLS ARE INDICATED, SEE SPECIFICATIONS 
FOR HEIGHT LIMITS

8. REFER TO FINISH SCHEDULE FOR FINISHES.

9. SEAL TOP & BOTTOM OF PARTITION WITH ACOUSTIC SEALANT AS REQUIRED 
BY STC RATING.

GENERAL NOTES - WALL TYPE

CODED NOTE LEGEND

1 BRACE EACH STUD @ 4'-0" O.C. TO BACK-UP WALL FOR ENTIRE HEIGHT 
OF PARTITION.

BRACE EACH STUD @ 8'-0" O.C. TO BACK-UP WALL FOR ENTIRE HEIGHT 
OF PARTITION.

SMOKE TIGHT SEAL SHALL BE PROVIDED AT TOP, BOTTOM AND ENDS OF 
WALL AND AT ALL PENETRATIONS.

FULL HEIGHT PARTITION. TERMINATE GYP. BD. AND STUDS AT 
DECK/STRUCTURE ABOVE.

STOP GYP. BD. AND STUDS 6" AFC. BRACE PARTITION TO DECK/STRUCTURE 
PER METAL STUD MANUFACTURER DESIGN LOADING CRITERIA.

FULL HEIGHT SHAFT WALL. TERMINATE GYP BD. AND STUDS AT 
DECK/STRUCTURE ABOVE.

FULL HEIGHT PARTITION. TERMINATE GYP BD., PLYWOOD AND STUDS AT 
DECK/STRUCTURE ABOVE.

FULL HEIGHT PARTITION. TERMINATE CMU AT DECK/STRUCTURE ABOVE.

STOP CMU FULL COURSE ABOVE FINISH CEILING. BRACE WALL TO 
STRUCTURE PER STRUCTURAL DRAWINGS.

FULL HEIGHT PARTITION. TERMINATE CMU AT DECK  ABOVE. STOP FURRING 
AND GYP. BD. @ 6" ABOVE FINISHED CEILING.

2
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3
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P
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SEE PARTITION TYPE FOR LAYERS OF 
GYPSUM BOARD

OUTER RELIEF RUNNER 1/8" WIDER 
THAN INNER RUNNER.
NOTE: SLOTTED CEILING RUNNERS 
MAY BE SUBSTITUTED FOR THE OUTER 
AND INNER RUNNERS

FASTEN LONG LEG RUNNER TRACK TO 
STRUCTURE AT 2'-0" O.C.

BOTTOM OF STEEL DECK FLUTE 
BEYOND

STEEL DECK

EXTEND GYPSUM BOARD INTO FLUTED 
AREA OF STEEL DECK AT ACOUSTICAL 
PARTITIONS

ACOUSTICAL SEALANT, FULL 
THICKNESS, BOTH SIDES AT 
ACOUSTICAL PARTITIONS

DETAIL 5B:  STEEL DECK

CONCRETE SLAB
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BOTTOM OF STRUCTURE

DASHED LINES INDICATE STUDS 
EXTENDING TO STRUCTURE ABOVE 
AT FULL HEIGHT WALLS.

NON FULL HEIGHT PARTITIONS 
REQUIRE FULL HEIGHT JAMB STUDS.

DASHED LINES INDICATE BORROWED 
LIGHT/ DOOR FRAME.

FULL HEIGHT 20 GAUGE DOUBLE STUDS 
AT EACH SIDE OF OPENING.

METAL STUD TRACK

FLOOR LINE

BORROWED LITE & DOOR OPENING FRAMING ELEVATION

WALL/PARTITION 
PRIORITY LEGEND

WALL/PARTITION FIRE RATING PRIORITY

1
2
3
4
5
6
7
8
9
10
11
12

4 HOUR FIRE WALL
3 HOUR FIRE WALL
2 HOUR FIRE WALL
2 HOUR FIRE BARRIER
2 HOUR SMOKE BARRIER
1 HOUR FIRE BARRIER
1 HOUR SMOKE BARRIER
1 HOUR FIRE PARTITION
SMOKE PARTITION
ACOUSTICAL PARTITION
NON RATED PARTITION
EXTERIOR WALL

HIGHER PRIORITY WALL/PARTITION.GYPSUM BOARD CONTINUES 
THROUGH STUD SPACE OF 

LOWER PRIORITY

LOWER PRIORITY 
WALL/PARTITION

NOTE:
1. REFER TO WALL TYPE LEGEND FOR 

NUMBER OF LAYERS AND TYPE OF 
GYPSUM WALL BOARD.

2. THE HIGHER PRIORITY WALL MUST 
PASS THROUGH THE LESSER 
PRIORITY WALL.  TAPE AND SEAL 
JOINTS IN GYPSUM WALL BOARD IN 
HIGHER PRIORITY WALL BEHIND 
INTERSECTING LOWER PRIORITY 
WALL.

3. ALTERNATE LAYERS OF GYPSUM 
WALL BOARD SHALL OVERLAP AT 
CORNER INTERSECTIONS OF MULTI-
LAYERED RATED GYPSUM BOARD 
PARTITIONS.

SEE PLANS FOR 
PARTITION TYPE

CONTROL JOINT

1/2" MAX.

DETAIL 9A:  TYPICAL CONTROL JOINT

2'-0" MIN.

NOTE: CONTROL JOINTS AT 30'-0" MAX

SAFING 
INSULATION

SEE PLANS FOR PARTITION TYPE

ACOUSTICAL BATT INSULATION

METAL STUDS

CONTROL JOINT TRIM ACCESSORY SHALL 
CONTINUE UP TO DECK ABOVE

VINYL WALL COVERING (IF SCHEDULED)

DETAIL 9B:  ACOUSTICAL CONTROL JOINT

2'-0" MIN.

1/2"CONTROL JOINT
GYPSUM BOARD

30'-0" MAX CONTROL JOINTS AT 30'-0" MAX

ACOUSTICAL SEALANT

PER USG DETAIL

DETAIL 9C:  CONTROL JOINT @ 1 HR PARTITION

1/2" MAX.

5/8" GYPSUM BOARD

ACOUSTICAL INSULATION 
COMPRESSED TO FILL OPENING AT 
ACOUSTICAL PARTITIONS

3 1/2" ACOUSTICAL INSULATION AS 
INDICATED ON PLANS

CONTROL JOINT

ACOUSTICAL SEALANT AT ACOUSTICAL 
PARTITIONS

8'-0" LONG FIRE RETARDANT 
TREATED VERTICAL WOOD 
BLOCKING SECURED TO STUDS 
AT 1'-0" O.C. VERTICALLY.

COORDINATE LOCATION 
OF STUDS WITH ITEMS TO 

BE WALL MOUNTED.

NOTE: BLOCKING SHALL BE  
FIRE RETARDANT TREATED 
LUMBER.

2

4

2 6

DETAIL 7A:  WOOD BLOCKING - PLAN

METAL STUDS SECURED TO 2x4 
BLOCKING BOTH SIDES.  
BLOCKING IS 1'-0" O.C. AND 
CONTINUOUS FROM FLOOR 
SLAB TO UNDERSIDE OF DECK -
REFER TO FLOOR PLANS FOR 
LOCATION.

NOTE: BLOCKING SHALL BE  
FIRE RETARDANT TREATED 
LUMBER.

1'-0
" METAL STUD

2x4 BLOCKING

GYPSUM BOARD

DETAIL 7B:  WOOD BLOCKING - VERTICAL / AXON

NOTE: BLOCKING SHALL BE  
FIRE RETARDANT TREATED 
LUMBER.

METAL STUD

2x6 BLOCKING

GYPSUM BOARD

KERF FIRE RETARDANT 
TREATED BLOCKING TO FIT 
BACKBEND OF STUD.  
ANCHOR BLOCKING TO 
METAL STUD.

COORDINATE HEIGHT OF 
BLOCKING WITH ITEMS TO BE 
MOUNTED

DETAIL 7C:  WOOD BLOCKING - HORIZONTAL / AXON

FOR USE AT THE FOLLOWING LOCATIONS:
1.   BASE AND WALL CABINETS
2.   TELEVISION MOUNTING BRACKETS

METAL STUD

16 GAUGE x 6" WIDE COLD 
FORMED METAL STRAPPING

GYPSUM BOARD

TWO 10-16 SCREWS, NO CLOSER 
THAN ONE INCH TO EDGE.

COORDINATE HEIGHT OF 
BLOCKING WITH ITEMS TO BE 
MOUNTED

FOR USE AT THE FOLLOWING LOCATIONS:
1.   BASE AND WALL CABINETS

NOTE: ATTACH METAL 
STRAPPING TO INSIDE OF 
METAL FRAMING AT DOOR AND 
BORROWED LITE OPENINGS.

DETAIL 7D:  METAL STRAPPING - HORIZONTAL / AXON

DOOR FRAME OR TRIM

WALL SIGNAGE (SEE SIGNAGE TYPE LEGEND)
TO BE INSTALLED 9" HORIZONTAL FROM EDGE 
OF OPENING TO CENTER OF SIGN. MOUNTED 
VERTICALLY 48" MIN.(TO THE BASELINE OF THE 
LOWEST RAISED CHARACTER) AND 60" MAX (TO 
THE BASELINE OF THE HIGHEST RAISED 
CHARACTER).
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T 
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RA

CT
ER

60
"  

MA
XI

MU
M 

TO
 B

OT
TO

M 
OF

SIDE

9" MIN.
LATCH

SIGNAGE TO FULLY 

COMPLY WITH ALL 

REQUIREMENTS OF OBC 

SECTION 1111 AND ANSI 

A117.1.

INFORMATIONAL SIGN LOCATION WHEN THERE 
IS ONLY ONE SIGN.

LO
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T 
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ER

48
" M
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 T

O 
BO

TT
OM

 O
F

ALTERNATE LOCATION FOR INFORMATIONAL 
SIGN WHERE THERE IS INSUFFICIENT SPACE 
FOR SIDE BY SIDE CONFIGURATION.

1"

1"

CARPET

OTHER FLOORING

FLOOR ASSEMBLYMA
X.

1/2
"

FLOOR ASSEMBLY

HARD SURFACE FLOORING

OTHER FLOORING

FLOOR ASSEMBLYMA
X.

1/4
"

HARD SURFACE FLOORING

OTHER FLOORING

MA
X.

1/2
"

MI
N.

1/4
"

2
1

MAXIMUM SLOPE

MI
N.9"27
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.

TURNING RADIUS

67" MIN.

TURNING SPACE

64" MIN.

22
" M
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.

38
" M

IN
.

MIN.
11" 42" MIN.

MIN.
11"

CLEAR FLOOR SPACE FORWARD APPROACH

36" MIN.

X 
> 

24
"

PARALLEL APPROACH

60" MIN.

X 
> 

15
"

KNEE AND TOE CLEARANCE

6" MAX.

8" MIN.

11" MIN.

OVERLAP OF KNEE 
AND TOE CLEARANCE
- NEW BUILDINGS

10
" M

AX
.

68" MIN.

24
" M
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.

36
" M
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.

MIN.
16" 36" MIN.

MIN.
16"

64" MIN.

20
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12" 40" MIN.

MIN.
12"

8" MIN.

8"
 M
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OPTION 2 OPTION 1OPTION 3

60" MIN.

25
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.

OVERLAP OF KNEE 
AND TOE CLEARANCE
- EXISTING BUILDINGS

52" MIN.

30
" M
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.

X 
> 

8"60
" M
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.

MIN.
18"X 

> 
8"

48
" M

IN
.

X 
> 

8"

48
" M

IN
.

WITH BOTH 
LATCH AND 
CLOSER

MIN.
12"

UNOBSTRUCTED 
FORWARD REACH

MI
N.15
"48

"  
MA

X.

UNOBSTRUCTED HIGH 
FORWARD REACH

MA
X.

34
"

48
"  

MA
X.

OR LESS
20"

MA
X.

34
"

44
"  

MA
X.

20" TO
25"

UNOBSTRUCTED 
SIDE REACH

MI
N.15
"48

"  
MA

X.

UNOBSTRUCTED HIGH 
SIDE REACH

MA
X.

34
"

48
"  

MA
X.

OR LESS
10"

UNOBSTRUCTED HIGH 
SIDE REACH

MA
X.

34
"

46
"  

MA
X.

10" TO
24"OR LESS

10"

UNOBSTRUCTED HIGH 
FORWARD REACH

OUTLINE OF DOOR IN OPEN POSITION

AUDIBLE / VISIBLE STROBE

DOOR FRAME

PEEPHOLE - WHERE SCHEDULED OR REQUIRED 
BY CODE

HOLD UP LIGHT

DEADBOLT LOCK

ALIGN TOP OF DEVICES

LOCATION FOR: LIGHT SWITCHE, DIMMER, 
EGRESS BUTTON, CARD READER CLUSTER. SEE 
PLAN FOR LOCATION OF EACH CLUSTER. USE 
GANG TYPE COVER PLATES FOR MORE THAN 
ONE DEVICE OF THE SAME TYPE. 
THERMOSTAT. DO NOT MOUNT OVER DIMMERS

GANG OF SWITCHES

LIGHT SWITCH OR SECURITY DEVICE
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DEVICES AT DOOR IN OPEN POSITION DEVICES AT DOOR IN CLOSED POSITION

WALL MOUNTED LIGHT FIXTURE

EXIT

6"

4"

WHERE A TACTILE SIGN IS PROVIDED AT A DOOR FOR ROOMS AND SPACES, SIGNS SHALL BE 
LOCATED ALONGSIDE THE DOOR AT THE LATCH SIDE. WHERE A TACTILE SIGN IS PROVIDED AT 
DOUBLE DOORS WITH ONE ACTIVE LEAF, THE SIGN SHALL BE LOCATED ON THE INACTIVE LEAF. 
WHERE A TACTILE SIGN IS PROVIDED AT DOUBLE DOORS WITH TWO ACTIVE LEAFS, THEN THE SIGN 
SHALL BE LOCATED TO THE RIGHT OF THE RIGHT HAND DOOR. WHERE THERE IS NO WALL SPACE 
ON THE LATCH SIDE, OR AT THE RIDHT SIDE OF THE DOUBLE LEAF DOORS, SIGNS SHALL BE 
LOCATED ON THE NEAREST ADJACENT WALL. SIGNS SHALL BE LOCATED SO THAT A CLEAR FLOOR 
SPACE OF 18" MINIMUM X 18" MINIMUM CENTERED ON THE TACTILE CHARACTER IS PROVIDED 
BEYOND THE ARC OF ANY DOOR SWING BETWEEN THE CLOSED POSITION AND 45 DEGREEE OPEN 
POSITION.

CHARACTER HEIGHT SHALL BE 5/8" MINIMUM 
AND 2" MAXIMUM MEASURED VERTICALLY FROM 
BASELINE OF CHARACTER.
2010 ADA STANDARDS 703.2.5

EXIT SIGNAGE IDENTIFICATION WITH RAISED 
LETTERS AND BRAILLE. BRAILLE TO MATCH 
BACKGROUND FINISH. CHARACTERS, SYMBOLS 
AND THEIR BACKGROUND SHALL HAVE A NON-
GLARE FINISH. CHARACTERS AND SYMBOLS 
SHALL CONTRAST WITH THEIR BACKGROUND 
EITHER LIGHT ON A DARK BACKGROUND OR 
DARK ON A LIGHT BACKGROUND.
2010 ADA STANDARDS 703.5.1

CHARACTERS SHALL BE SELECTED FROM 
FONTS WHERE THE WIDTH OF THE 
UPPERCASAE LETTER "O" IS 55% MINIMUM AND 
110% MAXIMUM OF THE HEIGHT OF THE 
UPPERCASE LETTER "I". CHARACTER HEIGHT 
SHALL BE 5/8" MINIMUM AND 2" MAXIMUM BASED 
ON THE HEIGHT OF THE UPPER CASE LETTER 
"I". STROKE THICKNESS OF THE UPPERCASE 
LETTER "I" SHALL BE 10% MINIMUM TO 30% 
MAXIMUM OF THE HEIGHT OF THE CHARACTER.
2010 ADA STANDARDS 703.5.5, 703.5.4, 703.2.5

CHARACTERS ON SIGNS SHALL BE RAISED 
1/32" MINIMUM, AND SHALL BE SAN SERIF 
UPPERCASE SHARACTERS ACCOMPANIED BY 
GRADE 2 BRAILLE AND SHALL COMPLY WITH
2010 ADA STANDARDS 703.2.3, AND 703.3

BRAILLE SHALL BE CONTRACTED (GRADE 2) 
AND SHALL BE USED WHEREVER BRAILLE IS 
REQUIRED IN OTHER PORTIONS OF THESE 
STANDARDS. DOTS SHALL HAVE A DOMED OR 
ROUNDED SHAPE AND SHALL COMPLY WITH 
2010 ADA STANDARD 703.3

3/8" MINIMUM FROM ANY OTHER TACTILE 
CHARACTERS OR RAISED BOARDERS TO 
BRAILE PER
2010 ADA STANDARDS 703.3.2

VISUAL CHARACTERS SHALL COMPLY WITH 
SECTION
2010 ADA STANDARDS 703.5

ALTERNATE SPECIFICATION (FOR MULLION OR 
GLASS APPLICATION) - ONLY
FOR USE AT STOREFRONT EGRESS ROUTES 
WITH LIMITED WALL SURFACES. PROVIDE 
DUMMY PLACARD AT BACK SIDE IF MOUNTED 
TO GLASS
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1. THE FLOOR OR LANDING ON EACH SIDE OF AN ENTRANCE OR PASSAGE DOOR 
SHALL BE LEVEL AND CLEAR. THE LEVEL AND CLEAR AREA SHALL BE AT LEAST 
60" LONG IN THE DIRECTION OF THE DOOR SWING AND 48" CLEAR IN THE 
DIRECTION OPPOSITE THE DOOR SWING MEASURED IN RIGHT ANGLES TO THE 
PLANE OF THE DOOR IN ITS CLOSED POSITION.

2. IDENTIFY ACCESSIBLE ENTRANCES WITH INTERNATIONAL SYMBOL OF 
ACCESSIBILITY AND WITH ADDITIONALDIRECTIONAL SIGNS, AS REQUIRED, 
VISIBLE FROM APPROACHING PEDESTRIANS.

3. IN BUILDINGS AND FACILITIES, FLOORS OF A GIVEN STORY SHALL BE AT A 
COMMON LEVEL THROUGHOUT, OR SHALL BE CONNECTED BY PEDESTRIAN 
RAMPS, PASSENGER ELEVATORS OR SPECIAL ACCESS LIFTS.

4. FLOOR SURFACES SHALL BE SLIP RESISTNAT.
5. ABRUPT CHANGES IN LEVEL ALONG ANY ACCESSIBLE ROUTE SHALL NOT 

EXCEED 1/2" IN HEIGHT. LEVEL CHANGES NOT EXCEEDING 1/4" MAY BE 
VERTICAL. BEVEL OTHERS WITH A SLOPE NOT GREATER THAN 1:2.

6. LATCHING AND LOCKING DOORS THAT ARE HAND ACTIVATED AND WHICH ARE 
IN A PATH OF EGRESS SHALL BE OPERABLE WITH A SINGLE EFFORT BY LEVER 
TYPE HARDWARE, PANIC BARS, PUSH-PULL ACTIVATING BARS, OR OTHER 
HARDWARE SHALL BE DESIGNED TO PROVIDE PASSAGE WITHOUT REQUIRING 
THE ABILITY TO GRASP THE OPENING HARDWARE. MOUNT DOOR OPENING 
HARDWARE BETWEEN 34" AND 44" A.F.F.

7. CENTER HAND-ACTIVATED DOOR OPENING HARDWARE BETWEEN 34" AND 44" 
A.F.F.

8. MAXIMUM PULL OR PUSH EFFORT TO OPERATE DOORS SHALL NOT EXCEED 5 
POUNDS MEASURED AT RIGHT ANGLES TO HINGED DOORS AND AT CENTER 
PLANE OF SLIDING OR FOLDING DOORS. CORRESPONDING DEVICES OR 
AUTOMATIC DOOR OPERATORS MAY BE UTILIZED TO MEET THE ABOVE 
STANDARDS. MAXIMUM EFFORT TO OPERATE REQUIRED FIRE DOORS MAY BE 
INCREASED BUT SHOUDL NOT EXCEED 15 POUNDS.

9. THE BOTTOM 10" OF ALL DOORS (EXCEPT SLIDING) SHALL HAVE A SMOOTH 
UNINTERRUPTED SURFACE TO ALLOW THE DOOR TO BE OPENED BY A 
WHEELCHAIR FOOTREST WITHOUT CREATING A TRAP OR HAZARDOUS 
CONDITION.

10. EVERY REQUIRED ENTRANCE OR PASSAGE DOORWAY SHALL NOT BE LESS 
THAN 3' IN WIDTH AND NOT LESS THAN 6'-8" IN HEIGHT. DOORS SHALL BE 
CAPABLE OF OPENING AT LEAST 90 DEGREES AND SHALL BE MOUNTED SO 
THAT THE CLEAR WIDTH OF THE DOORWAY IS NOT LESS THAN 32".

11. WHERE A PAIR OF DOORS IS UTILIZED, AT LEAST ONE OF THE DOORS SHALL 
PROVIDE A CLEAR, UNOBSTRUCTED OPENING WIDTH OF 32". CLEAR 
OPENNINGS OF DOORWAYS WITH SWINGING DOORS SHALL BE MEASURED 
BETWEEN THE FACE OF THE DOOR AND THE STOP, WITH THE DOOR OPEN 90 
DEGREES. OPENINGS MORE THAN 24" DEEP SHALL PROVIDE A CLEAR 
OPENING OF 36" MINIMUM. THERE SHALL BE NO PROJECTIONS INTO THE 
REQUIRED CLEAR OPENING WIDTH LOWERTHAN 34" ABOVE THE FINISHED 
FLOOR OR GROUND. PROJECTIONS INTO THE CLEAR OPENING WIDTH 
BETWEEN 34" AND 80" ABOVE THE FINISHED FLOOR OR GROUND SHALL NOT 
EXCEED 4".

12. ELECTRICAL RECEPTACLE OUTLETS ON BRANCH CIRCUITS OF 30 AMPERES OR 
LESS AND COMMUNICATION SYSTEM RECEPTACLES SHALL BE MOUNTED 15" 
MINIMUM A.F.F. TO THE BOTTOM OF THE BOX AND 48" MAXIMUM A.F.F. TO THE 
TOP OF THE BOX.

13. FLOORS AND LANDINGS SHALL NOT BE MORE THAN 1/2" LOWER THAN THE 
THRESHOLD OF THE DOORWAY. CHANGE IN LEVEL BETWEEN 1/4" AND 1/2" 
SHALL BE BEVELED WITH A SLOPE NO GREATER THAN 1:2.

14. MINIMUM MANEUVERING CLEARANCES AT DOORS AND GATES SHALL EXTEND 
THE FULL WIDTH OF THE DOORWAY AND THE REQUIRED LATCH SIDE OR 
HINGE SIDE CLEARANCE.

15. HANDLES, PULLS, LATCHES, LOCKS, AND OTHER OPERABLE PARTS ON DOORS 
AND GATES SHALL COMPLY AS FOLLOWS. OPERABLE PARTS OF SUCH 
HARDWARE SHALL BE 34" MINIMUM AND 44" ABOVE THE FINISHED FLOOR OR 
GROUND. WHERE SLIDING DOORS ARE IN THE FULLY OPEN POSITION, 
OPERATING HARDWARE SHALL BE EXPOSED AND USABLE FROM BOTH SIDES. 

16. THE DISTANCE BETWEEN TWO HINGED OR PIVOTED DOORS OR GATES IN 
SERIES SHALL BE A MINMUM OF 48" PLUS THE WIDTH OF THE DOORS OR 
GATES SWINGING INTO THE SPACE.

17. A KEY OPERATED LOCKING DEVICE IS PERMITTED FROM THE EGRESS SIDE 
PROVIDED THAT THE LOCKING DEVICE IS READILY DISTINGUISHABLE AS 
LOCKED; A READILY VISIBLE DURABLE SIGN IS POSTED ON THE EGRESS SIDE 
ON OR ADJACENT TO THE DOOR STATING "THIS DOOR TO REMAIN UNLOCKED 
WHEN THIS SPACE IS OCCUPIED". THE SIGN SHALL BE IN LETTERS 1" HIGH ON 
A CONTRASTING BACKGROUND.  

18. ALL CONTROLS  FOR USE BY CUSTOMERS MUST BE MOUNTED BETWEEN 15" 
AND 48" ABOVE THE FINISHED FLOOR AND MUST HAVE 30" X 48" MINIMUM 
CLEAR FLOOR SPACE FOR A FORWARD OR PARALLEL APPROACH. CONTROLS 
MOUNTED OVER AN OBSTRUCTION THAT IS BETWEEN 10" AND 24" DEEP MAY 
BE NO HIGHER THAN 46" A.F.F. IF A PARALLEL APPROACH IS PROVIDED; OR 
WHERE OBSTRUCTIONS ARE BETWEEN 20" AND 25" DEEP WITH A FORWARD 
APPROACH. CONTROLS MUST NOT REQUIRE TIGHT GRASPING OR TWISTING 
OF THE WRIST.

19. COMMON EMPLOYEE AREAS SUCH AS BREAK ROOMS, LOCKERS, AND TOILET 
ROOMS MUST BE ACCESSIBLE AND HAVE ACCESSIBLE FEATURES AND 
FIXTURES. EMPLOYEE WORK AREAS LESS THAN 1,000 S.F. AS DEFINED BY 
PERMANENTLY INSTALLED PARTITIONS, COUNTERS, CASEWORK OR 
FURNISHINGS ARE NOT REQUIRED TO HAVE AN ACCESSIBLE PATH OF 
CIRCULATION THROUGHOUT THE SPACE , BUT ARE REQUIRED TO BE 
CONSTRUCTED SO AN INDIVIDUAL CAN APPROACH, ENTER AND EXIT THE 
SPACE. 

20. IN COMMON SPACES WITHIN EMPLOYEE AREAS, AT LEAST ONE OF EACH TYPE 
OF STORAGE OR WORK COUNTER, 5% OF LOCKERS AND CONTROLS 
(EMERGENCY PHONES, CARD READERS, ETC.) MUST BE ON AN ACCESSIBLE 
ROUTE, WITHIN REACH RANGE AND MUST COMPLY WITH STANDARDS OF 
LACAL CODES, WHICHEVER IS MORE STRICT.

21. THE FIRE ALARM SYSTEM SHALL HAVE PERMANENTLY INSTALLED AUDIBLE 
AND VISIBLE ALARMS COMPLYING WITH NFPA (1999 OR 2010 EDITION) AND AS 
REQUIRED BY LOCAL AUTHORITIES. ALARMS MUST BE LOCATED IN PUBLIC 
AND COMMON USE AREAS. WHERE EMPLOYEES HAVE AUDIBLE ALARMS, THE 
WIRING SHALL BE DESIGNATED SO VISIBLE ALARMS CAN BE INTEGRATED INTO 
THE SYSTEM, UNLESS GREATER STANDARDS ARE REQUIRED BY LOCAL 
AUTHORITIES.

22. THE OPERABLE PORTION OF CARD READERS ARE TO BE MOUNTED AT 48" OR 
BELOW WITH A CLEAR FLOOR SPACE FOR FRONT OR PARALLEL APPROACH.

23. ALL EQUIPMENT INTENDED FOR CUSTOMER USE MUST BE PLACED SO THAT 
CONTROLS REQUIRED FOR USE ARE WITHIN ACCESSIBLE REACH RANGE. 
OWNER MUST VERIFY THAT ALL EQUIPMENT MEETS THESE REQUIREMENTS 
PRIOR TO INSTALLATION.

24. ALL SIGNS IDENTIFYING PERMANENT ROOMS OR SPACES ARE REQUIRED TO 
HAVE VISUAL AND RAISED CHARACTERS AND BRAILLE. SIGNAGE TO BE 
MOUNTED ON LATCH SIDE OF THE DOOR WITH THE BOTTOM OF THE BRAILLE 
NO LOWER THAN 48" AND THE BOTTOM OF THE HIGHEST TACTILE CHARACTER 
NO HIGHER THAN 60" A.F.F.

25. IN PUBLIC AREAS PROVIDED WITH WORK SURFACES OR COUNTERS INTENDED 
FOR DINNING AND/OR DRINKING , AT LEAST 5% OF THE TABLES MUST BE 
ACCESSIBLE WITH COMPLIANT KNEE AND TOE CLEARANCE AN ACCESSIBLE 
ROUTE AND DISTRIBUTED THROUGHOUT THE SPACE. 

26. ALL EQUIPMENT (INCLUDING COFFEE MACHINES, ATM MACHINES, ETC.) 
FURNITURE AND MILLWORK INTENDED FOR CUSTOMER USE MUST BE ON AN 
ACCESSIBLE ROUTE AND MUST MEET ACCESSIBILITY STANDARDS FOR CLEAR 
FLOOR SPACE, REACH RANGE, OPERATING PARTS, AND KNEE AND TOE 
SPACES AS DEFINED BY ACCESSIBILITY REQUIREMENTS OR APPLICABLE 
LOCAL CODES, WHICHEVER IS MORE STRICT.

27. PROVIDE ACCESSIBLE FLOOR TRANSITIONS AT ALL LOCATIONS WHERE THERE 
IS A LEVEL CHANGE IN FLOORING MATERIAL OR AT DOOR THRESHOLDS. THE 
CHANGE OF LEVEL BETWEEN MATERIALS MUST BE NO MORE THAN 1/4" OR UP 
TO 1/2" IF SLOPED NO MORE THAN 1:2.

28. ALL DATA AND POWER RECEPTACLES INTENDED FOR CUSTOMER ACCESS OR 
USE MUST BE INSTALLED WITHIN ACCESSIBLE REACH RANGES.

29. WALL MOUNTED EQUIPMENT, FIXTURES, LIGHTING, ETC. BETWEEN 27" AND 80" 
A.F.F. SHALL NOT PROTRUDE MORE THAN 4" FROM THE WALL PER 
ACCESSIBILITY REQUIREMENTS. 

GENERAL NOTES - ACCESSIBILITY

300 SPRUCE STREET
SUITE 300
COLUMBUS, OHIO 43215

PHONE: 614-461-4664

© 
20

24
 M

OO
DY

 N
OL

AN
 IN

C.
P

R
IN

T
 D

A
T

E
:

F
IL

E
 IN

F
O

:

DRAWING TITLE:

FOR

R
E

V
IT

 V
E

R
S

IO
N

: 4/3
/20

25
 12

:20
:28

 P
M

Au
tod

es
k D

oc
s:/

/25
01

1 C
MH

A 
Ea

sto
n O

ffic
e R

en
ov

ati
on

 - 
R2

5/2
50

11
_C

MH
A 

Ea
sto

n O
ffic

e R
en

ov
ati

on
_A

RC
H_

R2
5.r

vt

25011.01

03/28/2025

CONSTRUCTION DOCUMENTS

G200

PARTITION TYPE SCHEDULE

CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
COLUMBUS, OHIO 43219
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DETAIL
1/2" = 1'-0"

TACTILE EXIT SIGN MOUNTING LOCATION1

DETAIL
6" = 1'-0"

ACCESSIBLE FLOOR TRANSITION2

DETAIL
1/4" = 1'-0"

MANEUVERING SPACES3

DETAIL
1/4" = 1'-0"

MANEUVERING SPACES AT DOORS4

DETAIL
1/4" = 1'-0"

DEVICE MOUNTING AT ACCESSIBLE ROUTES5

DETAIL
3/8" = 1'-0"

DEVICES AT DOORS6

DETAIL
3" = 1'-0"

ACCESSIBLE - TACTILE EXIT SIGNS7

# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025
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GENERAL NOTES - DEMOLITION PLANS

DEMOLITION LEGEND

XXX ROOM NUMBER

OTHER CONSTRUCTION TO REMAIN

CONSTRUCTION TO BE REMOVED

DOOR TO REMAIN

DOOR TO BE REMOVED

DEMOLITION KEYNOTE LEGEND

EXISTING WALLS / PARTITIONS TO REMAIN

EXISTING 1 HR RATED WALLS TO REMAIN

EXISTING 2'x2' ACOUSTIC CEILING TO BE REMOVED

EXISTING 2'x2' ACOUSTIC CEILING TO REMAIN

EXISTING GYPSUM CEILING TO REMAIN

NOT IN ARCHITECTURAL SCOPE.  REFER TO 
OTHER DISCIPLINES FOR WORK IN THIS AREA.
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D23

300 SPRUCE STREET
SUITE 300
COLUMBUS, OHIO 43215
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© 
20

24
 M

OO
DY

 N
OL

AN
 IN

C.
P

R
IN

T
 D

A
T

E
:

F
IL

E
 IN

F
O

:

DRAWING TITLE:

FOR

R
E

V
IT

 V
E

R
S

IO
N

: 4/3
/20

25
 12

:20
:32

 P
M

Au
tod

es
k D

oc
s:/

/25
01

1 C
MH

A 
Ea

sto
n O

ffic
e R

en
ov

ati
on

 - 
R2

5/2
50

11
_C

MH
A 

Ea
sto

n O
ffic

e R
en

ov
ati

on
_A

RC
H_

R2
5.r

vt

25011.01

03/28/2025

CONSTRUCTION DOCUMENTS

AD101

LEVEL 01 - DEMOLITION PLAN

CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
COLUMBUS, OHIO 43219

20
25 PLAN

1/8" = 1'-0"
LEVEL 1 - DEMOLITION1

KEY
VALUE KEYNOTE TEXT

D01 REMOVE EXISTING FLOORING AND WALL BASE COMPLETE. PATCH AND REPAIR
SLAB, AS REQUIRED AND PREPARE FOR NEW FLOOR FINISH. PATCH AND
REPAIR EXISTING CONSTRUCTION SCHEDULED TO REMAIN INTACT, AS
REQUIRED, FOR SMOOTH FINISHED SURFACE.

D02 REMOVE GLAZING AND FRAME SYSTEM COMPLETE.
D03 REMOVE DOOR, FRAME AND HARDWARE COMPLETE. THIS INCLUDES SIDELITE

FRAME AND GLAZING IN SOME LOCATIONS.
D04 REMOVE EXISTING OPERABLE PARTITION AND SUPPORT STRUCTURE

COMPLETE.
D05 REMOVE WALL AS INDICATED AND/OR REQUIRED TO COMPLETE NEW WORK.

THIS SHALL INCLUDE, BUT NOT BE LIMITED TO REMOVING ELECTRICAL
SWITCHES, OUTLETS, CONDUIT, PIPES, ETC.

D06 NO ARCHITECTURAL DEMOLITION IN THIS AREA. REFER TO OTHER DISCIPLINES
FOR DEMOLITION SCOPE IN THIS AREA.

D07 REMOVE EXISTING ACOUSTICAL CEILING SYSTEM. SALVAGE ACOUSTICAL
PANELS FOR RE-USE. THIS INCLUDES, BUT IS NOT LIMITED TO: GRIDS, TILES,
LIGHT FIXTURES, SUPPLY REGISTERS. COORDINATE CEILING DEMOLITION
WITH FIRE SUPRESSION, ELECTRICAL, MECHANICAL, AND FIRE ALARM
CONTRACTORS.

D08 REMOVE EXISTING CASEWORK. THIS INCLUDES, BUT IS NOT LIMITED TO: BASE
CABINETS, DRAWERS, SHELVES, COUNTERTOPS, AND WALL CABINETS.

D09 LIMIT FLOORING OF DEMOLITION.
D10 ALTERNATE #2: REMOVE EXISTING PARKING SPACES, CURBS AND PAVEMENT.
D11 REMOVE EXISTING DOOR AND HARDWARE. EXISTING FRAME TO REMAIN.

SALVAGE HARDWARE FOR RE-USE.
D13 REMOVE EXISTING GRADE AS REQUIRED FOR NEW CONCRETE PAD.

COORDINATE WITH NEW WORK.
D14 REMOVE EXISTING PLUMBING FIXTURE(S) COMPLETE.
D15 REMOVE EXISTING BIFOLD DOORS, FRAME, MOUNTING TRACK AND HARDWARE

COMPLETE.
D16 REMOVE EXISTING LIMESTONE SILL AND WALL BELOW GLAZING..
D17 REMOVE EXISTING WIRE MESH PARTITION.
D18 REMOVE EXISTING FRAMELESS MIRROR - SALVAGE FOR RE-USE.
D20 ALTERNATE #2: REMOVE EXISTING ALUMINUM RAILIG AND GATE.
D21 ALTERNATE #2: REMOVE EXISTING BUSHES.
D22 ALTERNATE #5: REMOVE EXISTING WALL ABOVE STRINGER, AND WALL

MOUNTED HANDRAIL.
D23 ALTERNATE #5: REMOVE EXISTING WALL ABOVE FLOOR.
D24 ALTERNATE #6: REMOVE EXISTING PLUMBING FIXTURE AND CASEWORK. THIS

INCLUDES, BUT IS NOT LIMITED TO: BASE CABINETS, DRAWERS, SHELVES, AND
COUNTERTOPS.

D25 REMOVE EXISITNG CARPET - SALVAGE FOR RE-USE.
D26 ALTERNATE #7: REMOVE EXISTING PLUMBING FIXTURE, COUNTER,

BACKSPLASH, SIDE SPLASHES AND BASE CABINETS COMPLETE.
D28 ALTERNATE #2: REMOVE EXISTING BRICK PAVERS.
D29 REMOVE EXISTING CARD READER. NEW CARD READER TO BE INSTALLED IN

CURRENT LOCATION.
D30 REMOVE EXISITNG WINDOW FILM.
D31 ALTERNATE #3: REMOVE FLOORING IN THIS ROOM.
D32 REMOVE EXISTING WALL MOUNTED TELEVISION, MOUNTING BRACKET,

ELECTRICAL AND DATA OUTLETS COMPLETE.
D33 REMOVE EXISTING WALLCOVERING COMPLETE. PREPARE WALL SURFACES

FOR PAINT.
D34 ALTERNATE #5: REMOVE FLOORING FROM THE STAIR.
D35 SAW-CUT AND REMOVE PORTION OF EXISITNG SLAB TO PROVIDE A PATH FOR

POWER TO NEW FURNITURE SYSTEM GROUP.
D36 SAW-CUT AND REMOVE PORTION OF EXISITNG BRICK VENEER TO

ACCOMODATE NEW EXHAUST DUCT AND LOUVER. SEE HVAC DRAWINGS.

PLAN
1/8" = 1'-0"

LEVEL 02 - PARTIAL DEMOLITION2

# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



1. X

GENERAL NOTES - DEMOLITION PLANS

DEMOLITION LEGEND

XXX ROOM NUMBER

OTHER CONSTRUCTION TO REMAIN

CONSTRUCTION TO BE REMOVED

DOOR TO REMAIN

DOOR TO BE REMOVED

DEMOLITION KEYNOTE LEGEND

EXISTING WALLS / PARTITIONS TO REMAIN

EXISTING 1 HR RATED WALLS TO REMAIN

EXISTING 2'x2' ACOUSTIC CEILING TO BE REMOVED

EXISTING 2'x2' ACOUSTIC CEILING TO REMAIN

EXISTING GYPSUM CEILING TO REMAIN

NOT IN ARCHITECTURAL SCOPE.  REFER TO 
OTHER DISCIPLINES FOR WORK IN THIS AREA.

1

D

2 3 4 5 6 7 8

C

B

A

E

F

EXECUTIVE
SUITE

ELEV.

MECH.

MOTHERS
ROOM

OPEN
OFFICE

ELECTRICAL

KITCHEN

STAIRSTAIR

OPEN
OFFICE

STORAGE

LOADING
DOCK

TRAINING
ROOM

CORRIDOR

VESTIBULE

HUDDLE MEN

WOMEN

MEN'S
LOCKER

WOMEN'S
LOCKER

CORRIDOR

STORAGE

WAITINGLOBBY

OPEN
OFFICE

ELEVATOR
LOBBY

MONUMENTAL
STAIR

VESTIBULE

HUB

CORRIDOR

MECHANICAL

MECHANICALMECHANICAL

ELECTRICAL

D07

D07

D07

D07

D07

D07

D07

D07

D07

D07

D07
D07

D07

D07

D07

D07

D07

D07

D07

D07

D07

D07
D07

D07

D04

D07

D07

D07

D12

D12

D12

D12

D12 D12

D07 D19

D19

D19

D07

D12

D07

D27

D27

D27

D27

D27

D27

D27

D27

D27

D27

D27

D27

D27

D27

D27

D27

BIKE
STORAGE

D27

D27

D27D27

D27
D27

D27
D27

D27
D27

D27

D27

D07

D27

300 SPRUCE STREET
SUITE 300
COLUMBUS, OHIO 43215
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AD201

LEVEL 01 - DEMOLITION RCP

CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
COLUMBUS, OHIO 43219

20
25

RCP
1/8" = 1'-0"1 LEVEL 01 - DEMOLITION RCP - OVERALL

KEY
VALUE KEYNOTE TEXT

D04 REMOVE EXISTING OPERABLE PARTITION AND SUPPORT STRUCTURE
COMPLETE.

D07 REMOVE EXISTING ACOUSTICAL CEILING SYSTEM. SALVAGE ACOUSTICAL
PANELS FOR RE-USE. THIS INCLUDES, BUT IS NOT LIMITED TO: GRIDS, TILES,
LIGHT FIXTURES, SUPPLY REGISTERS. COORDINATE CEILING DEMOLITION
WITH FIRE SUPRESSION, ELECTRICAL, MECHANICAL, AND FIRE ALARM
CONTRACTORS.

D12 LIMIT OF CEILING DEMOLITION.
D19 REMOVE EXISTING GYPSUM BOARD SOFFIT COMPLETE.
D27 EXISTING CEILING TO REMAIN.

# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



UP

UP

C
R

CR

C
R

C
R

CR

CR

C
RC

R

CR

C
R

C
R

CR

C
R

CR

C
R

CR

C
R

CR

UP

1. ALL DIMENSIONS ARE TO FACE OF WALL (UNLESS NOTED OTHERWISE).

2. SEE STRUCTURAL DRAWINGS FOR LOCATIONS OF ALL STEEL REINFORCING IN 
WALL & FLOOR CONSTRUCTION.

3. SEE FINISH SCHEDULE FOR ADDITIONAL INFORMATION OF LOCATIONS AND 
TYPES OF FINISH MATERIALS.

4. SEE ELEVATIONS AND STRUCTURAL DRAWINGS FOR LOCATIONS OF 
EXPANSION & CONTROL JOINTS. CONTRACTOR SHALL PROVIDE ADDITIONAL 
INTERIOR CONTROL JOINTS AS REQUIRED TO COMPLY WITH MAXIMUM 
SPACING REQUIREMENTS IN SPECIFICATIONS AND NATIONAL MASONRY  
INSTITUTE.  SEE DETAILS ON AXXX.

5. MECHANICAL & ELECTRICAL EQUIPMENT SHALL BE ON HOUSEKEEPING PADS. 
PADS ARE TO BE PROVIDED BY THE TRADE SUPPLYING THE EQUIPMENT. SEE 
MECHANICAL AND ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION. 
WORK TO BE COORDINATED THROUGH THE GENERAL TRADES CONTRACTOR. 
PADS 4" MIN. 4" THICK W/ W.W.F., UNLESS NOTED OTHERWISE).

6. PATCH AND REPAIR ALL OPEN AND DAMAGED DRYWALL TO ORIGINAL 
SPECIFICATION, UNO

FLOOR PLAN GENERAL NOTES

CODED NOTE LEGEND#

1. ALIGN
2. INFILL WALL TO MATCH EXISTING CONSTRUCTION.
3. CENTER WALL ON MULLION.
4. PATCH AND REPAIR GYPSUM BOARD WALL. PREP FOR PAINT OR OTHER 

SCHEDULED FINISH.
5. EXTEND PARTITION FRAMING AND GYPSUM BOARD TO DECK, TYPICAL BOTH 

SIDES.  PROVIDE SOUND-ATTENUATING ACOUSTICAL INSULATION AND SEAL 
GAPS AROUND PERIMETER OF DRYWALL WITH ACOUSTICAL SEALANT.

6. REINSTALL SALVAGED MIRRORS. MOUNT BOTTOM AT 12" ABOVE FLOOR.
7. PROVIDE CONCRETE PAD TO MATCH EXISTING SIMILAR CONDITIONS.
8. CUSTOM CASEWORK DESK
9. ALTERNATE #1:  ELECTRIC CAR CHARGERS - SEE ELECTRICAL DRAWINGS.
10. ALTERNATE #2:  NEW BUSHES TO MATCH EXISTING

EXISTING WALLS / PARTITIONS

FLOOR PLAN LEGEND

NEW NON-INSULATED WALLS / PARTITIONS

KEYNOTE LEGEND

NEW SOUND-INSULATED WALLS / PARTITIONS

EXISTING 1 HR RATED WALLS

NOT IN ARCHITECTURAL SCOPE.  REFER TO 
OTHER DISCIPLINES FOR WORK IN THIS AREA.

1

D

2 3 4 5 6 7 8
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F

1
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06 40 00.E2
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A101

LEVEL 01 - FLOOR PLAN

CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
COLUMBUS, OHIO 43219

20
25 PLAN

1/8" = 1'-0"
LEVEL 01 - FLOOR PLAN1

KEY VALUE KEYNOTE TEXT
03 30 00.A1 ALTERNATE #2: CONCRETE SLAB ON GRADE TO MATCH

EXISTING PATIO.
03 30 00.A2 ALTERNATE #2: CONCRETE CURB TO MATCH EXISTING.
03 30 00.A3 ALTERNATE #2: 36" X 36" X 12" CONCRETE FOOTING. TOP OF

CINCRETE AT 24" BELOW GRADE.
04 00 00.A1 ALTERNATE #2: BRICK VENEER ON 20" X 20" CMU PIER OVER

28"X 28" X 24" CMU FOUNDATIO WITH LIMESTONE CAP TO
MATCH EXISTING.

05 70 00.A1 ALTERNATE #2: ALUMINUM RAILING AND GATE TO MATCH
EXISTING.

05 73 13.A1 ALTERNATE #5: STAINLESS STEEL FRAME WITH GLASS PANEL
GUARDRAIL WITH STAINLESS STEEL HANDRAIL. SEE DETAIL ON
SHEET A801.

05 73 13.A2 ALTERNATE #5: STAINLESS STEEL WALL MOUNTED HANDRAIL.
SEE DETAIL ON SHEET A801.

05 73 13.A3 ALTERNATE #5: STAINLESS STEEL FRAME WITH GLASS PANEL
GUARDRAIL. SEE DETAIL ON SHEET A801.

06 40 00.E1 ALTERNATE #5: SOLID SURFACE (SS-3) TRIM ON FLOOR
06 40 00.E2 ALTERNATE #5: SOLID SURFACE (SS-3) CAP ON EXISTING WALL
06 40 00.F1 18" DEEP PLASTIC LAMINATE COUNTER AT 34" A.F.F.
06 40 00.G2 FIXED SHELF AND COAT ROD
10 22 21.A1 DEMOUNTABLE GLASS PARTITION SYSTEM
10 44 00.B3 SEMI-RECESSED FIRE EXTINGUISHER CABINET
11 31 00.B1 55" TELEVISION: SONY MODEL K55S30
11 31 00.B2 65" TELEVISION: TCL MODEL 65QM751G
11 31 00.B3 85" TELEVISION
11 52 23.A1 WALL MOUNTED TELEVISION BRACKET

PLAN
1/8" = 1'-0"

LEVEL 2 - PARTIAL PLAN2

# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



CODED NOTE LEGEND

1 ALIGN FEATURES

OPEN TO ABOVE

REPLACE DAMAGED CEILING TILE IN KIND.

INFILL GAP IN SOFFIT.

PAINT ALL FACES OF SOFFIT PT-4

PAINT FRONT FACE OF SOFFIT PT-4

PAINT BOTTOM FACE OF SOFFIT PT-4

2

1. PAINT DESIGNATED FOR EXPOSED OVERHEAD STRUCTURE IS TO INCLUDE ALL
EXPOSED COMPONENTS INCLUDING (BUT NOT EXCLUSIVE TO) DECKING,
STRUCTURAL MEMBERS, MECHANICAL AND ELECTRICAL DELIVERY SYSTEMS,
FIRE PROTECTION SYSTEMS (EXCLUDING SPRINKLER HEADS), AND ALL OTHER
MISCELLANEOUS BUILDING SYSTEMS LOCATED OVERHEAD. EACH OF THE
AFOREMENTIONED CATEGORIES IS TO INCLUDE ANY AND ALL ASSOCIATED
SUPPORTS, FASTENERS, HANGERS, STRUTS, BRACES, BRACKETS, ETC.

2. LIGHT FIXTURES SHOWN TO INDICATE PROPOSED FIXTURES & GENERAL 
DESIGN INTENT.

3. FINISHED CEILING HEIGHTS ARE MARKED FROM TOP OF FINISH FLOOR 
(UNLESS NOTED OTHERWISE).

4. COORDINATE LOCATION OF FIXTURES WITH MECHANICAL, ELECTRICAL,
PLUMBING, FIRE SUPPRESSION AND TECHNOLOGY DRAWINGS. ANY CONFLICT
BETWEEN TRADES, NOTIFY ARCHITECT PRIOR TO INSTALLATION.

5. FACE OF BULKHEADS ARE TO ALIGN WITH FACE OF ADJACENT WALLS TO 
WHICH BULKHEADS ARE PARALLEL , UNLESS NOTED OTHERWISE OR
DIMENSIONED. 

6. ALL GYPSUM BOARD SOFFITS & CEILINGS TO BE PAINTED FLAT CEILING WHITE
(UNLESS NOTED OTHERWISE).

7. ALL GYPSUM  SOFFITS IN FOOD SERVICE AREAS TO BE PAINTED WITH A SATIN
FINISH.

8. PAINT DUCTWORK INSIDE AIR GRILLES FLAT BLACK.

9. CEILING GRIDS ARE CENTERED ON ROOM, U.N.O. OR DIMENSIONED.

10. WHERE EXIT SIGNS OCCUR OVER A DOOR OR PAIR OF DOORS, CENTER SIGN 
ON DOOR OPENING.

11. ALL CEILING DEVICES TO BE CENTERED IN TILE, U.N.O.

RCP GENERAL NOTES

3

4

5

KEYNOTE LEGEND

RCP CEILING SCHEDULE

6

7

1

D

2 3 4 5 6 7 8

C

B

A

E

F

HUB

BIKE
STORAGE

OPEN
OFFICE

OPEN
OFFICE

KITCHEN
OFFICE OFFICE

OFFICE OFFICE OFFICE

OPEN
OFFICE

EXECUTIVE
SUITE

OPEN
OFFICE

NEW
CORRIDOR

ELEV.

MECH.

FITNESS

MOTHERS
ROOM

OPEN
OFFICE

ELECTRICAL

EMPLOYEE
LOUNGE

KITCHEN

STAIRSTAIR

OPEN
OFFICE

STORAGE

LOADING
DOCK

TRAINING
ROOM

VESTIBULE

CORRIDOR

CORRIDOR

VESTIBULE

HUDDLE

MEN

WOMEN

MEN'S
LOCKER

WOMEN'S
LOCKER

CORRIDOR

STORAGE

WAITING

LOBBY

OPEN
OFFICE

ELEVATOR
LOBBY

MONUMENTAL
STAIR

VESTIBULE

HUB

CORRIDOR

MECHANICAL

MECHANICAL

MECHANICAL

ELECTRICAL

A1 9'-5" VIF

A2 9'-6"

A2 9'-5"

A1 10'-0" VIF

A1 10'-0"

A3 9'-6"

A3 9'-0" A3 9'-0" A3 9'-0"

A3 9'-0"

A3 9'-0"A3 9'-0" A3 9'-0"

A3 9'-0" A3 9'-0" A3 9'-0"

EX'G 9'-6" VIF

A3 9'-6"

A3 9'-6" EX'G 9'-6" VIF

EX'G 8'-0" VIF

G1 8'-8"

A3 9'-6"

EX'G 8'-4" VIF

EX'G 8'-0" VIF

G1 7'-4" VIF

EX'G 8'-7" VIF

EX'G 8'-7" VIF

EX'G 10'-0" VIF

EX'G 10'-0" VIF

A1 9'-5" VIF

EX'G 9'-5" VIF

EX'G 9'-0" VIF

A1 9'-0" VIF

EX'G 10'-0" VIF

A3 9'-6"

EX'G 9'-0" VIF

EX'G 9'-0" VIF

EX'G 9'-5" VIF

EX'G 9'-6" VIF

EX'G 8'-11" VIF

3

33

G1 8'-8"

EX'G 9'-6" VIF

G1 7'-4" VIF

EX'G 8'-6" VIF

EX'G 10'-0" VIF

2
A201

4

B1 9'-1" VIF

55

5

2
A201

A3 9'-0"

A3 9'-0"

A3 9'-0"

3

6

6

3

7

3
A201

3
A201

7

7

7

EX'G 9'-5" VIF

A1 9'-0" VIFA1 9'-0" VIF

RCP LEGEND

NOTE: COORDINATE ARCHITECTURAL REFLECTED CEILING PLANS 
WITH THE MECHANICAL AND ELECTRICAL DRAWINGS FOR NUMBER OF, 
AND LOCATIONS. OF, AND TYPES OF FIXTURES AND GRILLES.  NOT ALL 
ITEMS SHOWN ON LEGEND MAY BE PRESENT IN PROJECT.

A1 ACOUSTIC CEILING TYPE 1: 2'x2' LAY-IN CEILING

XX XX'-XX"

A2 ACOUSTIC CEILING TYPE 2: 2'x2' LAY-IN CEILING

E1 EXPOSED STRUCTURE ABOVE

G1 GYPSUM BOARD CEILING OR SOFFIT

2x2 LIGHT FIXTURE
(SHADING DENOTES EMERGENCY FIXTURE)

2x4 LIGHT FIXTURE
(SHADING DENOTES EMERGENCY FIXTURE)

1x4 LIGHT FIXTURE
(SHADING DENOTES EMERGENCY FIXTURE)

1x8 LIGHT FIXTURE
(SHADING DENOTES EMERGENCY FIXTURE)

OR OR RECESSED CAN LIGHT

CEILING MOUNTED EXIT LIGHT WITH DIRECTIONAL 
ARROW

EXIT LIGHT

LINEAR COVE LIGHT

SUPPLY DIFFUSER

EXHAUST/RETURN GRILLE

SPEAKER

LINEAR DIFFUSER

CEILING TAG WITH HEIGHT

SURFACE MOUNTED LIGHT

WALL MOUNTED EXIT LIGHT WITH DIRECTIONAL 
ARROW (PERPENDICULAR / PARALLEL)EXISTING ACOUSTIC CEILING TO REMAIN: 2'X2'

EXISTING GYPSUM CEILING OR SOFFIT TO REMAIN

NOT IN ARCHITECTURAL SCOPE.  REFER TO 
OTHER DISCIPLINES FOR WORK IN THIS AREA.

B1 BAFFLE CEILING TYPE 1: BAFFLE

A3 ACOUSTIC CEILING TYPE 2: 2'x2' LAY-IN CEILING
SEE RCP

FOR ELEVATION

1"
4"

3 5/8" METAL STUD BRACING @ 48" O.C.

3 5/8" METAL STUDS @ 24" O.C. ANCHOR TO 
STRUCTURE ABOVE

HANGER WIRE, ANCHOR TO STRUCTURE ABOVE

GYPSUM BOARD

SUSPENDED CEILING. SEE RCP

GYPSUM BOARD

3 5/8" METAL STUDS @ 24" O.C. ANCHOR TO 
STRUCTURE ABOVE

SEE RCP

FOR ELEVATION

4"

SEE RCP

FOR ELEVATION

SEE PLANS FOR PARTITION TYPE

3'-0" U.N.O.

GYPSUM BOARD ON METAL STUDS. SEE RCP

SUSPENDED CEILING. SEE RCP

HANGER WIRE, ANCHOR TO STRUCTURE ABOVE

300 SPRUCE STREET
SUITE 300
COLUMBUS, OHIO 43215

PHONE: 614-461-4664
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CONSTRUCTION DOCUMENTS

A201

LEVEL 01 - RCP

CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
COLUMBUS, OHIO 43219

20
25 RCP

1/8" = 1'-0"1 LEVEL 01 - RCP

KEY VALUE KEYNOTE TEXT

DETAIL
1 1/2" = 1'-0" REF: 1 / A201

BULKHEAD BETWEEN ACOUSTICAL CEILINGS2DETAIL
1 1/2" = 1'-0" REF: 1 / A201

SOFFIT GYPSUM BOARD TO ACT - STEP3

# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



TYPE A TYPE AA TYPE B TYPE BB

DOOR PANEL TYPE LEGEND

SEE SCHEDULE

SE
E 

SC
HE

DU
LE

SEE SCHEDULE

SE
E 

SC
HE

DU
LE

SEE SCHEDULE

5" 5"

5"
10

"

SE
E 

SC
HE

DU
LE

SEE SCHEDULE

5" 5"5"5"

5"
10

"

SE
E 

SC
HE

DU
LE

TYPE D TYPE DD

SEE SCHEDULE

3" 6"

SE
E 

SC
HE

DU
LE

3'-
7"

2'-
9"

SEE SCHEDULE

3" 6" 6" 3"

3'-
7"

2'-
9"

SE
E 

SC
HE

DU
LE

TYPE IG-1A AT 
EXTERIOR DOORS

TYPE 1

DOOR FRAME TYPE LEGEND

2"
SE

E 
SC

HE
DU

LE

SEE SCHEDULE

TYPE 3 TYPE 5 TYPE 9

SEE SCHEDULE

2"
SE

E 
SC

HE
DU

LE

2" VA
RI

ES
2"

SE
E 

SC
HE

DU
LE

8'-
8"

5'-8"
2"

SCHEDULE
SEE 2" VARIES 2"

2"
SCHEDULE

SEE 2" 3'-0" 2"

2"
SE

E 
SC

HE
DU

LE

4 5

10

12

876

98

8

4 5

6 7

1011

'X' = 12" MIN. IF DOOR HAS BOTH A 
CLOSER AND LATCH.

DOOR CLEARANCES

60
" M

IN
.

18" MIN.

FRONT APPROACH, PULL SIDE FRONT APPROACH, PUSH SIDE

HINGE APPROACH, PULL SIDE HINGE APPROACH, PUSH SIDE

LATCH APPROACH, PULL SIDE LATCH APPROACH, PUSH SIDE

'X'

Y
48

" M
IN

.

'X'

'Y
'

'Y
'

42
" M

IN

22" MIN.

'Y
'

48
" M

IN
.

'Y
'

42
" M

IN

24" MIN 24" MIN.

'X' = 36" MIN. IF 'Y' = 60" MIN.
'X' = 42" MIN. IF 'Y' = 54" MIN.

'Y' = 54" MIN. IF DOOR HAS BOTH A 
CLOSER AND LATCH

'Y' = 48" MIN. IF DOOR HAS BOTH A 
CLOSER AND LATCH

'Y' = 52" MIN. ICC A117.1 2017

'Y' = 48" MIN. IF DOOR HAS A CLOSER 
(A117.1 2017) OR A CLOSER AND A LATCH 
(ADA OR A117.1 2009)ICC A117.1 2017

GLAZING TYPES

GL-1 INTERIOR GLAZING 
(CLEAR TEMPERED)

IG-1 INSULATE GLAZING 
(CLEAR)

IG-1A INSULATE GLAZING 
(CLEAR TEMPERED)

GL-2 INTERIOR GLAZING 
(CLEAR LAMINATED)

4" MIN.

WALL LINE

SEALANT AT BOTH SIDES

JAMB ANCHOR

DOOR - SEE SCHEDULE

ACOUSTICAL INSULATION - SEE PLANS FOR 
LOCATIONS

SEE PLANS FOR PARTITION TYPE

HOLLOW METAL FRAME - PAINTED

DOUBLE STUD AT JAMB

DOOR - SEE SCHEDULE

2
"

METAL STUD HEADER PER PARTITION HEADER 
SCHEDULE

SEALANT AT BOTH SIDES

ACOUSTICAL INSULATION - SEE PLANS FOR 
LOCATIONS

SEE PLANS FOR PARTITION TYPE

HOLLOW METAL FRAME - PAINTED

METAL STOP

DOOR FRAME - SEE SCHEDULE

CHANGE FLOOR FINISHES UNDER CENTER OF 
DOOR

FLOOR FINISH WHERE SCHEDULED

PROVIDE FLOOR FILL WHERE THICKNESS OF 
FINISHES ON EITHER SIDE OF DOOR DIFFERS 
SO THAT TOP OF FINISHES ARE LEVEL WITH 
EACH OTHER.

WALL BEYOND

CL

1/2
" U

.N
.O

.

DOOR - SEE SCHEDULE

DOOR FRAME - SEE SCHEDULE

CHANGE FLOOR FINISHES UNDER CENTER OF 
DOOR

FLOOR FINISH WHERE SCHEDULED

PROVIDE FLOOR FILL WHERE THICKNESS OF 
FINISHES ON EITHER SIDE OF DOOR DIFFERES 
SO THAT TOP OF FINISHES ARE LEVEL WITH 
EACH OTHER.

WALL BEYOND

CL

DOOR - SEE SCHEDULE

GLAZING AS INDICATED ON ELEVATION -
TEMPERED

DOOR STOP - COORDINATE SIZE WITH DOOR 
HARDWARE

DOOR - SEE SCHEDULE

4
 1

/2
"

2"

ALUMINUM STOREFRONT SYSTEM

GLAZING AS INDICATED ON ELEVATION -
TEMERED

GLAZING AS INDICATED ON ELEVATION -
TEMPERED

WALL LINE
4" MIN.

GLAZING AS INDICATED ON ELEVATION

ACOUSTICAL INSULATION - SEE PLANS FOR 
LOCATIONS

1/4"
2"

4 1
/2"

SEALANT & BACKER ROD - CONTINUOUS

SEE PLANS FOR PARTITION TYPE

DOUBLE STUD AT JAMB

ALUMINUM STOREFRONT SYSTEM

WALL LINE

DOOR STOP

DOOR - SEE SCHEDULE

4" MIN.

ACOUSTICAL INSULATION - SEE PLANS FOR 
LOCATIONS

1/4" 2"

SEALANT & BACKER ROD - CONTINUOUS

SEE PLANS FOR PARTITION TYPE

DOUBLE STUD AT JAMB

ALUMINUM STOREFRONT SYSTEM

GLAZING AS INDICATED ON ELEVATION -
TEMPERED

GLAZING AS INDICATED ON ELEVATION

4 1/2"

1
/4

"
2

"

METAL STUD HEADER PER PARTITION HEADER 
SCHEDULE

ACOUSTICAL INSULATION - SEE PLANS FOR 
LOCATIONS

GYPSUM BOARD

SEALANT & BACKER ROD - CONTINUOUS

SEE PLANS FOR PARTITION TYPE

ALUMINUM STOREFRONT SYSTEM

DOOR STOP - COORDINATE SIZE WITH DOOR 
HARDWARE

DOOR - SEE SCHEDULE

4 1/2"

METAL STUD HEADER PER PARTITION HEADER 
SCHEDULE

ACOUSTICAL INSULATION - SEE PLANS FOR 
LOCATIONS

2"
1/4

"
GYPSUM BOARD

SEALANT & BACKER ROD - CONTINUOUS

SEE PLANS FOR PARTITION TYPE

ALUMINUM STOREFRONT SYSTEM

GLAZING AS INDICATED ON ELEVATION -
TEMPERED

4 1/2"

2
"
 O

R
 4

"

VA
RI

ES

SEALANT & BACKER ROD - CONTINUOUS

SHIMS - AS REQUIRED

FLOOR FINISH - SEE FINISH PLANS

ALUMINUM STOREFRONT SYSTEM

GLAZING AS INDICATED ON ELEVATION 

EQ. SEE SCHEDULE EQ.
15'-0"

SE
E 

SC
HE

DU
LE

7 8

4 5

11 10

VE
RI

FY
 IN

 F
IE

LD
8'-

8"

EQ.

8'-0"

17

14

19

16

20

15

18

4'-
0"

18
sim.

GLAZING AS INDICATED ON ELEVATION

DOOR STOP - COORDINATE SIZE WITH DOOR 
HARDWARE

DOOR - SEE SCHEDULE

ALUMINUM STOREFRONT SYSTEM

GLAZING AS INDICATED ON ELEVATION -
TEMPERED

4
 1

/2
"

ALUMINUM STOREFRONT SYSTEM

GLAZING AS INDICATED ON ELEVATION -
TEMPERED
GLAZING AS INDICATED ON ELEVATION -
TEMPERED

GLAZING AS INDICATED ON ELEVATION

ALUMINUM STOREFRONT SYSTEM

GLAZING AS INDICATED ON ELEVATION -
TEMPERED

GLAZING AS INDICATED ON ELEVATION

THERMAL BREAK

GLAZING AS INDICATED ON ELEVATION -
TEMPERED

ALUMINUM STOREFRONT MULLION CAP

ALUMINUM STOREFRONT HORIZONTAL 
MULLION

4 1/2"

2"

DOOR - SEE SCHEDULE

ALUMINUM STOREFRONT TRANSOM MULLION

ALUMINUM STOREFRONT MULLION CAP

GLAZING AS INDICATED ON ELEVATION

4
 1

/2
"

THERMAL BREAK

ALUMINUM STOREFRONT VERTICAL MULLION
2"

GLAZING - SEE ELEVATION

SEALANT & BACKER ROD - CONTINUOUS

STOREFRONT FRAME - TO MATCH EXISTING

PATCH AND REPAIR GYPSUM BOARD AS NEEDED

TEAR-AWAY BEAD

EXISTING BRICK VENEER WALL

GLAZING AS INDICATED ON ELEVATION -
TEMPERED

EXISTING WALL BEYOND

EXTERIOR CONCRETE SLAB

EXISTING CONSTRUCTION

PREMOLDED EXPANSION JOINT

EXISTING FLOOR SLAB

ALUMINUM STOREFRONT SILL SET IN FULL BED 
OF URETHANE SEALANT - TO MATCH EXISTING

4 1/2"
EXISTING

MATCH

DOOR STOP - COORDINATE SIZE WITH DOOR 
HARDWARE

DOOR - SEE SCHEDULE

4
 1

/2
"

2"

ALUMINUM STOREFRONT SYSTEM

GLAZING AS INDICATED ON ELEVATION -
TEMPERED

GLAZING AS INDICATED ON ELEVATION -
TEMPERED

GLAZING AS INDICATED ON ELEVATION -
TEMPERED

EXISTING WALL BEYOND

EXTERIOR CONCRETE SLAB

EXISTING CONSTRUCTION

PREMOLDED EXPANSION JOINT

THRESHOLD - SET IN FULL BED OF URETHANE
SEALANT

EXISTING FLOOR SLAB

DOOR - SEE SCHEDULE

4 1/2"
EXISTING

MATCH

GLAZING - SEE ELEVATION

SEALANT & BACKER ROD - CONTINUOUS

STOREFRONT FRAME - TO MATCH EXISTING

PATCH AND REPAIR GYPSUM BOARD AS NEEDED

TEAR-AWAY BEAD

EXISTING BRICK VENEER WALL

4 1/2"
EXISTING
MATCH

300 SPRUCE STREET
SUITE 300
COLUMBUS, OHIO 43215

PHONE: 614-461-4664
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CONSTRUCTION DOCUMENTS

A700

DOOR SCHEDULE AND DETAILS

CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
COLUMBUS, OHIO 43219

20
25

DOOR SCHEDULE

DOOR FRAME FIRE
RATING HDW SET

CARD
READER

DETAILS - SHEETS A700 AND A701
REMARKSNUMBER ROOM NAME WIDTH HEIGHT MATERIAL ELEV MATERIAL ELEV HEAD JAMB SILL

104 EXECUTIVE SUITE 3'-0" 7'-0" WD B HM 1 -- 7.0 Yes 3 2 1
110 CORRIDOR 3'-0" 7'-0" WD B HM 1 -- 7.0 Yes 3 2 1

110A COATS 6'-0" 7'-0" WD BB HM 3 -- 6.0 Yes 3 2 1
121A EMPLOYEE LOUNGE 3'-0" 7'-0" WD B SF 5 -- 5.0 Yes 10, 11 6, 7, 8 4, 5
121B EMPLOYEE LOUNGE 3'-0" 7'-0" WD B SF 5 -- 5.0 Yes 10, 11 6, 7, 8 4, 5
122 TRAINING ROOM 6'-0" 7'-0" WD BB HM 3 -- 6.1 Yes 3 2 1

126B FITNESS 6'-0" 7'-0" WD BB SF 10 -- 6.2 No 10, 11 7, 8 4, 5
129 HUB 3'-0" 7'-0" WD B HM 1 -- 10.0 No 3 2 1

131-A VESTIBULE 3'-4" 7'-0" AL B SF 11 -- 3.0 Yes 19, 20 16, 17, 18 14, 15
131B VESTIBULE 3'-4" 7'-0" WD A SF 9 -- 11.0 No 10, 11, 12, 13 6, 7, 8, 9 4, 5
133B OPEN OFFICE 3'-0" 7'-0" WD B SF 5 -- 12.0 Yes 10, 11 6, 7, 8 4, 5
134 HUDDLE 3'-0" 7'-0" WD B EX-HM 1 -- -- No -- -- -- REUSE EXISTING HARDWARE
140 NEW CORRIDOR 3'-0" 7'-0" WD B HM 1 -- 9.0 Yes 3 2 1
142 OPEN OFFICE 3'-0" 7'-0" WD A HM 1 -- 8.0 No 3 2 1

DETAIL
3" = 1'-0"

TYP. HOLLOW METAL JAMB2

DETAIL
3" = 1'-0"

TYP. HOLLOW METAL HEAD DETAIL3

DETAIL
3" = 1'-0"

TYPICAL INTERIOR DOOR SILL1

DETAIL
3" = 1'-0"

TYPICAL INTERIOR STOREFRONT DOOR SILL4

DETAIL
3" = 1'-0"

INT. STOREFRONT JAMB W/ SIDELITE7

DETAIL
3" = 1'-0"

INT. STOREFRONT SIDELITE JAMB8

DETAIL
3" = 1'-0"

TYP. INT. STOREFRONT DOOR JAMB6DETAIL
3" = 1'-0"

INT. STOREFRONT SIDELITE HEAD10

DETAIL
3" = 1'-0"

INT. STOREFRONT HEAD DETAIL11

DETAIL
3" = 1'-0"

@ INT. STOREFRONT SIDELITE SILL5

DOOR SCHEDULE - EXISTING DOORS

DOOR FRAME FIRE
RATING HDW SET

CARD
READER

DETAILS - SHEETS A700 AND A701
REMARKSNUMBER ROOM NAME WIDTH HEIGHT MATERIAL ELEV MATERIAL ELEV HEAD JAMB SILL

100 VESTIBULE 6'-0" 7'-0" EX-AL BB EX-SF EX -- 1.0 Yes -- -- -- REPLACE EXISTING CARD READER
101A VESTIBULE 6'-0" 7'-0" EX-AL BB EX-SF EX -- 1.0 Yes -- -- -- REPLACE EXISTING CARD READER
101B VESTIBULE 6'-9" 8'-0" EX-AL -- EX-SF EX -- 2.0 Yes -- -- -- REPLACE EXISTING CARD READER
128A TRAINING ROOM 3'-10" 7'-10" EX-AL B EX-SF EX -- 2.0 Yes -- -- -- REPLACE EXISTING CARD READER
132A LOBBY 3'-0" 7'-0" EX-WD A EX-SF EX -- 2.1 Yes -- -- -- NEW CARD READER
133A ELEVATOR LOBBY 3'-0" 7'-0" EX-WD A EX-SF EX -- 2.1 Yes -- -- -- NEW CARD READER
147A LOADING DOCK 7'-8" 7'-8" EX-HM DD EX-HM EX -- 4.0 Yes -- -- -- REPLACE EXISTING CARD READER

S101A STAIR 3'-10" 7'-10" EX-AL B EX-SF EX -- 2.1 Yes -- -- -- NEW CARD READER
S101B STAIR 3'-0" 7'-0" EX-HM A EX-HM EX EX-1HR 2.1 Yes -- -- -- NEW CARD READER
S102A STAIR 3'-10" 7'-10" EX-AL B EX-SF EX -- 2.0 Yes -- -- -- REPLACE EXISTING CARD READER
S102B STAIR 3'-0" 7'-0" EX-HM A EX-HM EX EX-1HR 2.1 Yes -- -- -- NEW CARD READER

TYPE 10 TYPE 11

DETAIL
3" = 1'-0"

@ STOREFRONT TRANSOM HEAD12

DETAIL
3" = 1'-0"

INT. STOREFRONT JAMB W/ SIDELITE9
DETAIL
3" = 1'-0"

@ STOREFRONT TRANSOM HEAD13

DETAIL
3" = 1'-0"

STOREFRONT TRANSOM19

DETAIL
3" = 1'-0"

STOREFRONT VERTICAL MULLION18

DETAIL
3" = 1'-0"

EXTERIOR JAMB16

DETAIL
1 1/2" = 1'-0"

STOREFRONT DOOR SILL - EXTERIOR15

DETAIL
3" = 1'-0"

STOREFRONT JAMB W/ SIDELITE17

DETAIL
1 1/2" = 1'-0"

SIDE LIGHT SILL - EXTERIOR14

DETAIL
3" = 1'-0"

HEAD AT EXTERIOR20

# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



1. STANDARDS AND PROCEDURES FOR THE PREPARATION AND APPLICATION OF 
INTERIOR FINISHES ARE DEFINED IN THE PROJECT MANUAL. FINISH (SUB) 
CONTRACTORS ARE REQUIRED TO READ, UNDERSTAND AND FOLLOW ALL 
RELEVANT SECTIONS OF THE PROJECT MANUAL.

2. FINISH MATERIALS ARE LISTED IN THE LEGEND COMPONENT OF THE FINISH 
SCHEDULE. SPECIFICATIONS ARE INCLUDED IN THE PROJECT MANUAL. ANY 
CONFLICTS OR DISCREPANCIES BETWEEN THESE TWO SHOULD BE BROUGHT 
TO THE ARCHITECT'S ATTENTION IMMEDIATELY.

3. NO FINISH MATERIAL SUBSTITUTIONS WILL BE ACCEPTED EXCEPT IN THE 
SPECIFIC CIRCUMSTANCES ENUMERATED IN THE PROJECT MANUAL.

4. PAINTED HOLLOW METAL DOORS AND FRAMES TO BE PAINTED TO MATCH 
ADJACENT WALL COLOR UNLESS NOTED OTHERWISE. MATERIAL, FINISH AND 
COLOR INFORMATION FOR ALL OTHER DOORS AND FRAMES IS CONTAINED IN 
THE DOOR SCHEDULE AND ITS ASSOCIATED LEGENDS. IF WALLS ON 
OPPOSITE SIDES OF DOOR FRAME ARE DIFFERENT COLORS THE PAINT 
COLORS SHOULD BE SPLIT AT THE JAMB OF THE FRAME.

5. ALL VERTICAL TRANSITIONS BETWEEN DIFFERING WALL FINISHES ARE TO BE 
MADE AT INSIDE CORNERS (UNLESS NOTED OTHERWISE).

6. FLOORING MATERIAL DESIGNATED FOR STAIRS IS TO INCLUDE STAIR AND ALL 
ASSOCIATED TREADS, RISERS, LANDINGS, ETC. (UNLESS NOTED OTHERWISE).

7. PAINT DESIGNATED FOR METAL STAIR COMPONENTS IS TO INCLUDE ALL 
EXPOSED METAL COMPONENTS ASSOCIATED WITH THE STAIR SYSTEM 
ITSELF, ALL EXPOSED STRUCTURAL STEEL COMPONENTS SUPPORTING THE 
STAIR SYSTEM (UNLESS NOTED OTHERWISE), AND ALL EXPOSED METAL 
COMPONENTS OF THE HANDRAIL AND GUARDRAIL SYSTEMS (UNLESS NOTED 
OTHERWISE). UNDERSIDES OF STAIR RUNS AND LANDINGS ARE CONSIDERED 
"EXPOSED" IN ALL SITUATIONS.

8. FOR CLARITY, SOME FINISH INFORMATION HAS BEEN PRESENTED 
GRAPHICALLY IN THE FORM OF FINISH AND FLOORING PLANS. SHOULD THERE 
BE A DISCREPANCY BETWEEN THE FINISH SCHEDULE AND THESE PLANS, THE 
ARCHITECT SHOULD BE NOTIFIED IMMEDIATELY. FOR THE PURPOSE OF 
BIDDING, INFORMATION DETAILED ON THE FINISH FLOOR PLANS AND 
FLOORING PLANS IS TO TAKE PRECEDENCE OVER THE FINISH SCHEDULE 
UNTIL FURTHER CLARIFICATION CAN BE GIVEN. FOR AREAS NOT 
SPECIFICALLY DETAILED ON THESE PLANS, THE FINISH SCHEDULE PERTAINS.

9. PAINT DESIGNATED FOR EXPOSED OVERHEAD STRUCTURE IS TO INCLUDE 
ALL EXPOSED COMPONENTS INCLUDING (BUT NOT EXCLUSIVE TO) DECKING, 
STRUCTURAL MEMBERS, MECHANICAL AND ELECTRICAL DELIVERY SYSTEMS, 
FIRE PROTECTION SYSTEMS (EXCLUDING SPRINKLER HEADS), AND ALL 
OTHER MISCELLANEOUS BUILDING SYSTEMS LOCATED OVERHEAD. EACH OF 
THE AFOREMENTIONED CATEGORIES IS TO INCLUDE ANY AND ALL 
ASSOCIATED SUPPORTS, FASTENERS, HANGERS, STRUTS, BRACES, 
BRACKETS, ETC.

10. WHERE RESILIENT BASE IS SPECIFIED (VINYL OR RUBBER) PROVIDE COVE 
PROFILE BASE AT ALL RESILIENT FLOORS AND STRAIGHT BASE FOR ALL 
CARPET AREAS (UNLESS OTHERWISE NOTED). HEIGHT AND COLOR TO BE AS 
INDICATED ON FINISH LEGEND.

11. REFER TO REFLECTED CEILING PLANS AND SPECIFICATION MANUAL FOR ALL 
CEILING MATERIAL AND FINISH INFORMATION.

12. ALL DRYWALL SOFFITS TO BE PAINTED FLAT CEILING WHITE UNLESS NOTED 
OTHERWISE ON CEILING PLANS.

13. CERAMIC WALL TILE TO EXTEND FULL WIDTH AND FULL HEIGHT FOR ANY AND 
ALL SCHEDULED TILED WALLS (UNLESS NOTED OTHERWISE).

14. FOR EPOXY OR INTUMESCENT PAINT COLOR REFER TO PAINT SCHEDULE 
NUMBERS.

15. WITHIN FINISH SCHEDULE CELLS: SLASH MARKS INDICATE DIFFERENCES IN 
FINISH MATERIAL WHILE COMMAS INDICATE DIFFERENCES IN PATTERN OR 
COLOR WITHIN A SPECIFIC MATERIAL.

16. APPROPRIATE METAL OR VINYL TRANSITION STRIPS MUST BE PROVIDED AT 
ALL FINISH MATERIAL FLOORING CHANGES. GENERAL CONTRACTOR TO 
SUBMIT SHOP DRAWINGS FOR ALL FLOORING TRANSITIONS AND AREAS IN 
WHICH FLOORING PATTERNS ARE SHOWN. SEE FLOOR FINISH PLANS, 
DETAILS AND NOTES FOR SPECIFIC INFORMATION.

17. WALL PAINT INDICATED FOR CURTAIN WALL LOCATIONS APPLIES TO ALL 
ASSOCIATED DRYWALL COMPONENTS (CURBS, HEADERS, BULKHEADS, ETC.) 
AND SHOULD NOT BE INTERPRETED AS APPLYING TO CURTAIN WALL 
COMPONENTS OR GLASS.

18. FLOORING CONTRACTOR(S) IS RESPONSIBLE FOR COORDINATING FINISHED 
FLOOR ELEVATIONS WITH ALL/ANY FLOOR MOUNTED COMPONENTS 
(RECEPTACLES, ACCESS PANELS, ETC.) SO THAT COMPONENTS ARE 
INTEGRATED AND FLUSH.

19. PAINT ALL GYPSUM BOARD WALLS ON FIRST FLOOR PAINT PT-1. THIS DOES 
NOT INCLUDE ROOMS 106, 109A, 123A, 136, 146, 148, 148A, S101, AND S102, 

GENERAL NOTES - FINISH PLANS

CODED NOTE LEGEND#

1. ALIGN
2. SW-1: GREEN WALL ELEMENT; REFER TO ELEVATIONS, FINISH LEGEND AND 

SPECS FOR MORE INFORMATION.
3. BRANDED RAISED LETTER SIGNAGE/DIRECTORY. 
4. ALTERNATE #5: REPLACE FLOORING ON ENTIRE STAIR WITH TF-1. INSTALL TF-1 

ON RISERS, TREADS AND LANDINGS.
5. RB BASE AT CARPET, TILE BASE AT TILE.
6. PATCH WITH MATCHED/SALVAGED EXISTING CARPET TILE.
7. PATCH WITH MATCHING EXISTING FLOORING; ALTERNATE #3: REPLACE 

FLOORING WITH CR-2, SEE FINISH LEGEND FOR DETAILS.
8. ALTERNATE #3: REPLACE FLOORING (CARPET AND RESILIENT) WITH CR-1, SEE 

FINISH LEGEND FOR DETAILS.
9. ALTERNATE #7: REPLACE BACKSPLASH WITH TILE AS INDICATED.
10. BRANDING/ARTWORK PLACEHOLDER. KEEP WALL CLEAR OF DEVICES.
11. BRANDING/ARTWORK PLACEHOLDER. KEEP WALL CLEAR OF DEVICES. 

PROVIDE IN WALL BLOCKING.
12. USE OWNER'S EXISTING STOCK

CERAMIC OR PORCELAIN TILE/RESILIENT

CERAMIC/PORCELAIN
TILE

METAL EDGE STRIP

RESILIENT FLOORING -
(TILE, SHEET, OR LINOLEUM)

UNDERLAYMENT TO MEET TRANSITION -
MAX SLOPE 1/8" PER FT

CARPET TILE OR
ROLL GOODS

RESILIENT
FLOORING

RESILIENT/CARPET

TRANSITION EDGE STRIP -
CENTERED UNDER DOOR

DOOR 
WHERE OCCURS

CERAMIC OR PORCELAIN TILE/CARPET

RESILIENT/RESILIENT

LEVEL FLOOR AS REQUIRED

RESILIENT
FLOORING

DOOR WHERE
OCCURS

*ADHERE TRANSITION  BETWEEN
SHEET AND OTHER RESILIENT

RESILIENT FLOORING

CARPET: HEIGHT MAY VARY

LEVELING COMPOUND 
FEATHERED MAX 1/8" PER FOOT

CARPET BACKING

METAL EDGE STRIP

CERAMIC/PORCELAIN
TILE

UNDERLAYMENT
AS NEEDED TO
MEET TRANSITION

DOOR 
WHERE OCCURS

CRACK ISOLATION OR 
WATERPROOFING MEMBRANE -
EXTEND MIN. 2" UNDER RESILIENT

CRACK ISOLATION OR 
WATERPROOFING MEMBRANE -
EXTEND MIN. 2" UNDER CARPET

DOOR WHERE
OCCURS

SILICONE JOINT SEAL

CL

CL

CL

CL

*NOTE-RESILIENT/CARPET TRANSITION STRIPS ARE NOT 
REQUIRED WHERE 5MM RESILIENT PRODUCTS ARE USED

SEALED CONC. FLR.

RESILIENT
FLOORING

EDGE STRIP - EXTRUDED ALUM 
ADAPTOR 
AT SHEET GOODS
SOLID VINYL ADAPTOR AT TILE.
CENTER UNDER DOOR WHERE 
OCCURS

RESILIENT/CONCRETE

DOOR WHERE
OCCURS

CARPET/CONCRETE

CERAMIC OR PORCELAIN TILE/CONCRETE

CERAMIC/PORCELAIN
TILE

CARPET TILE
OR ROLL GOODS

TRANSITION EDGE STRIP

SEALED CONC. FLR.

SEALED CONC. FLR.

TRANSITION EDGE STRIP

DOOR WHERE
OCCURS

DOOR WHERE
OCCURS

CL

CL

CL

1
/4

"

4 7/8"
AS SCHED

FIRESTOP @ RATED
ACOUSTIC @ NON-RATED

BASE/FIN FLR AS SCHED

SEALANT:

STRUC SLAB

STUD TRACK

STUD

METAL BLOCKING FROM 16 
GA. 6" STUD - MIN. 
ATTACHMENT TO THREE (3) 
STUDS REQUIRED

NOTE: USE AT ALL STATIC 
LOADS LESS THAN 125 LBS. 
U.N.O.

LOW-PROFILE HEAD 
FASTENERS (TYP)

1 5/8" FLANGE

STEEL ANGLE AND BOLT ASSEMBLY.   
EXTEND BOLTS THROUGH   BOTH 
METAL STUDS AND WOOD STUDS

SEE PLANS FOR PARTITION  TYPE

FIRE RETARDANT TREATED 2x WOOD 
STUD X 8 FOOT TALL.  DEPTH TO FIT 
WITHIN METAL STUD 

(2) 16 GA METAL STUDS.  METAL 
STUDS TO BE FULL HEIGHT TO 
STRUCTURAL DECK ABOVE.  SCREW 
STUDS TO WOOD BLOCKING 

THROUGH WALL BRACKET, PAINT 

300 SPRUCE STREET
SUITE 300
COLUMBUS, OHIO 43215

PHONE: 614-461-4664
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CONSTRUCTION DOCUMENTS

A800

FINISH SCHEDULE/LEGEND

CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
COLUMBUS, OHIO 43219

20
25

FINISH LEGEND

Finish Group FINISH TYPE TAG MANUFACTURER STYLE COLOR/FINISH SIZE COMMENTS

BASE
BASE RUBBER BASE RB-1 TARKETT MILLWORK OBLIQUE BLACK 3" EXECUTIVE SUITE WALL BASE
BASE RUBBER BASE RB-2 TARKETT STANDARD BLACK/MATCH EXISTING 4"

BASE TILE BASE TWB-1 FLORIDA TILE EAST VILLAGE HDP AVENUE 3X24 BULLNOSE

CEILINGS
CEILINGS ACOUSTICAL CEILING TILE A1 ARMSTRONG - MATCH EXISTING
CEILINGS ACOUSTICAL CEILING TILE A2 ARMSTRONG ULTIMA - 2'X2' 9/16" GRID
CEILINGS ACOUSTICAL CEILING TILE A3 ARMSTRONG ULTIMA - 2'X2' 15/16" GRID

CEILINGS BAFFLE CEILING B1 ACGI/ARMSTRONG Baff!e Series 1 [WB1] BLACK 3.5"X3/4" THICK

CEILINGS EXPOSED STRUCTURE E1

FLOORS
FLOORS CARPET TILE CR-1 MOHAWK RELAXING FLOORS - MELOW D SOLITUDE 18X36 INSTAL ASHLAR
FLOORS CARPET TILE CR-2 MOHAWK RELAXING FLOORS - MELOW D EASY BREEZY 12" X 36" INSTALL ASHLAR

FLOORS ENTRANCE CARPET EC-1 MILLIKEN OBEX™ TILE CUT/CORSS DARK GREY 24X24

FLOORS LUXURY VINYL TILE LV-1 INTERFACE BRUSHED LINES KOHL 9.8X39.3
FLOORS LUXURY VINYL TILE LV-2 INTERFACE BRUSHED LINES GALENA 9.8X39.3

FLOORS RUBBER FLOOR RF-1 EXISTING STOCK EXISTING STOCK - - USE OWNER EXISTING STOCK

FLOORS SEALED CONCRETE SC-1 - - -

FLOORS TILE FLOOR TF-1 FLORIDA TILE EAST VILLAGE HDP AVENUE 12X24

MISCELLANEOUS
MISCELLANEOUS CORNER GUARD CG-1 INPRO STAINLESS STEEL 1" WING, 8' HIGH @ ALL  EXPOSED DRYWALL CORNERS

MISCELLANEOUS GROUT GR-1 MAPEI 107 IRON
MISCELLANEOUS GROUT GR-2 MAPEI 47 CHARCOAL

MISCELLANEOUS PLASTIC LAMINATE PL-1 FORMICA WALNUT RIFTWOOD - - CASEWORK @ RECEPTION DESK AND MOTHERS ROOM
MISCELLANEOUS PLASTIC LAMINATE PL-2 FORMICA BLACK PLEX FINISH CASEWORK @ KITCHENETTES, AND YOGA MAT STORAGE
MISCELLANEOUS PLASTIC LAMINATE PL-3 WILSONART LINEN ALT. COUNTER @ MOTHER'S ROOM

MISCELLANEOUS QUARTZ QZ-1 DUPONT ONXY CARRARA TRANSACTION TOP RECEPTION DESK
MISCELLANEOUS QUARTZ QZ-2 DUPONT SNOW WHITE

MISCELLANEOUS SOLID SURFACE SS-1 CORIAN - GLACIER WHITE -
MISCELLANEOUS SOLID SURFACE SS-2 CORIAN SILVER GREY
MISCELLANEOUS SOLID SURFACE SS-3 CORIAN CARBON AGGREGATE CAP AT STAIRS

MISCELLANEOUS TRANSITIONS/TRIM T1 SCHLUTER JOLLY @ EXPOSED TILE CORNERS
MISCELLANEOUS TRANSITIONS/TRIM T2 FRY REGLET "L TRIM"

WALLS
WALLS PAINT PT-1 SHERWIN WILLIAMS PROMAR 200 ROCK CANDY -
WALLS PAINT PT-4 SHERWIN WILLIAMS PROMAR 200 IRON ORE

WALLS SPECIALTY WALL SW-1 PLANTHROPY - - - PRESERVED MOSS ELEMENT BEHIND RECEPTION DESK.

WALLS WALL COVERING WC-1 WOLF GORDON SERRA SRR5213 CARBON -

WALLS WALL TILE WT-1 ERGON STONE PROJECT BLACK FALDA LAPP 12X24 USE GR-2; USE OWNER EXISTING STOCK
WALLS WALL TILE WT-2 CROSSVILLE DRESSCODE WHITE GLOSS PIANO 6X5 USE GR-1;

3" = 1'-0"
FLOORING TRANSITIONS1

DETAIL
3" = 1'-0"

CSWK-COUNTER SUPPORT DETAIL4

DETAIL
3" = 1'-0"

METAL BLOCKING TYP.3

DETAIL
3" = 1'-0"

TYP WALL BASE DETAIL2

# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



1. ALL DIMENSIONS ARE TO FACE OF WALL (UNLESS NOTED OTHERWISE).

2. SEE FINISH PLANS AND LEGEND FOR ADDITIONAL INFORMATION OF 
LOCATIONS AND TYPES OF FINISH MATERIALS.

3. ALL MOUNTING HEIGHTS ARE ABOVE FINISHED FLOOR (AFF).  SEE SHEET 
A800.

4. REFER TO PME DRAWINGS FOR OTHER REQUIREMENTS NOT SHOWN ON 
INTERIOR ELEVATIONS.  NOTIFY ARCHITECT OF DISCREPANCIES FOR 
CLARIFICATION.

5. PROVIDE BLIND CABINETS WHERE APPLICABLE.

6. CONTRACTOR TO PROVIDE BLOCKING IN WALL AS REQUIRED FOR ALL OWNER 
FURNISHED WALL MOUNTED EQUIPMENT AND ACCESSORIES.  COORDINATE 
FINAL LOCATION WITH OWNER.

7. PROVIDE SCRIBES / FILLERS BETWEEN ALL WALLS AND CABINET ENDS, U.N.O.  
PROVIDE MINIMUM 2" FILLERS BETWEEN THE CORNER CABINETS IN AN "L" 
SHAPE CONFIGURATION.

8. PROVIDE CORNER CLOSURE PIECE UNDER THE WALL CABINETS IN AN "L" 
SHAPE CONFIGURATION.

9. WALL BASE AND WALL FINISH ARE TO EXTEND BEHIND EQUIPMENT

10. COORDINATE LOCATIONS OF GROMMETS WHERE NECESSARY FOR 
COMPUTER CORDS WITH OWNER, U.N.O.

11. CASEWORK MANUFACTURER SHALL VERIFY/MEASURE ALL FIELD CONDITIONS 
PRIOR TO FABRICATION OF CASEWORK / COUNTERTOPS.  ANY ALTERATION 
TO CASEWORK REQUIRES AS A RESULT OF FIELD CONDITIONS SHALL BE 
APPROVED BY THE ARCHITECT AND OWNER PRIOR TO FABRICATION OR 
INSTALLATION.  CASEWORK MANUFACTURER SHALL COORDINATE WITH 
CONTRACTOR INSTALLATION OF BLOCKING.

12. PROVIDE FINISHED ENDS/SIDES OF ALL EXPOSED END CABINETS.

GEN. NOTES - INTERIOR ELEVATIONS

CODED NOTES - INTERIOR ELEVATIONS#

1. EXISTING KITCHEN EQUIPMENT
2. OWNER FURNISHED, CONTRACTOR INSTALLED SIGNAGE/DIRECTORY. 

DESIGN/PRODUCT TBD BY OWNER. 
3. CUSTOM MOSS LOGO, SEE FINISH SCHEDULE SW-1 FOR MORE DETAIL. 
4. 85" DISPLAY, SEE TECHNICAL DRAWINGS AND SPECS FOR MORE 

INFORMATION.

7

1'-
9"

5'-
3"

OWNER PROVIDED 
EQUIPMENT

SCHEDULED BASE

7

T.184 15
24

B.234 36
24

S.234 30
24

FILLER
FILLER

QZ-2
WT-2

REFRIGERATOR / 
FREEZER

B.134 15
24

W.215 36
14

W.230 36
14

W.230 30
14

W.130 15
14

PL-2

PL-2

2'-
10

"
1'-

8"
2'-

6"

FILLER

7'-
0"

6

6
A851

B.434 27
30

B.434 27
30

FILLER

PL-2

B.234 33
24

B.234 33
24

S.234 36
24

B.134 18
24

FILLER

EXISTING WALL CABINETS

WT-2

QZ-2; ALT: SS-1

PL-2

2'-
10

"

B.234 27
24

B.234 27
24

S.234 27
24

FILLER

EXISTING WALL CABINETS

WT-2

QZ-2; ALT: SS-1

PL-2

2'-
10

"

B.234 30
24

B.234 30
24

B.234 30
24

FILLER

QZ-2; ALT. SS-11 1

PL-2

2'-
10

"

ENTRY WALL
ANGLED

1 1

S.234 30
24

B.234 30
24

B.234 30
24

B.234 30
24

B.234 30
24

B.234 30
24

B.134 15
24

QZ-2; 
ALT. SS-1

PL-2

EX
TE

NT
S 

OF
 T

ILE
4'-

6"
2'-

10
"

EXTENTS OF TILE

6 7

BRANDING OR ARTWORK  PLACEHOLDER;  
PROVIDE IN WALL BLOCKING. KEEP WALL CLEAR 

OF DEVICES.5'-
0"

RECEPTION DESK SEE DETAILS ON SHEET A851

2'-0"2'-0"2'-6"

15
A801

5'-
6"

3'-
11

 1/
2"

1'-1" 6'-5"

EQEQ

5'-0"

3'-7 3/4"

4"
1"

3'-
0 1

/4"

3

2

4

B

FILLER

SS-1; ALT. PL-3

B.234 27
24

S.234 30
24

B.234 36
24

2'-
6"

1'-
8"

2'-
10

"PL-1 UC 
REF

W.230 27
14

W.230 30
14

W.230 36
14

W.130 24
14

PL-1

BRANDING/ARTWORK  PLACEHOLDER; TBD. 
PROVIDE IN WALL BLOCKING. KEEP WALL CLEAR 
OF DEVICES.

D

2

< 4"48"  MAX.

GL-2: CLEAR-LAMINATED GLASS

1/2" X 3" PLATE STAINLESS STEEL GUARDRAIL 
FRAME

3"

42
" M

IN
.

< 
4"

1 1/2" x 1 1/2" STAINLESS STEEL MOUNTING 
ANGLES

4"
4"

1 1/2" O.D. STAINLESS STEEL PIPE HANDRAIL

34
" M

IN
. A

ND
 38

" M
AX

.
36

" T
YP

.

< 4"48"  MAX.

GL-2: CLEAR-LAMINATED GLASS

1/2" X 3" PLATE STAINLESS STEEL GUARDRAIL 
FRAME

3"

42
" M

IN
.

< 
4"

1 1/2" x 1 1/2" STAINLESS STEEL MOUNTING 
ANGLES

4"
4"

GLAZING TYPES

GL-1 INTERIOR GLAZING 
(CLEAR TEMPERED)

IG-1 INSULATE GLAZING 
(CLEAR)

IG-1A INSULATE GLAZING 
(CLEAR TEMPERED)

GL-2 INTERIOR GLAZING 
(CLEAR LAMINATED)

SCHEDULED PARTITION

BACKING PLATE TYPE B
TYP TOP & BOT  

MIRROR  

CONTINUOUS HEAVY-DUTY 
ALUM "J" CLIP, TYP TOP & BOT

SECURE "J" CLIP TO BACKING 
WITH  #10 SMS AT 12 " OC

REFER TO ELEVATIONS FOR 
MOUNTING HEIGHTS

LEVEL 01
100'-0"

PT-4

3'-
6 1

/4"
3'-

11
 1/

2"
1'-

7 1
/4"

TV 
DISPLAY

WALL BASE AS 
SCHEDULED

300 SPRUCE STREET
SUITE 300
COLUMBUS, OHIO 43215

PHONE: 614-461-4664
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CONSTRUCTION DOCUMENTS

A801

INTERIOR ELEVATIONS AND DETAILS

CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
COLUMBUS, OHIO 43219

20
25

ELEVATION
1/4" = 1'-0" REF: 1 / A101

EXECUTIVE KITCHEN - NORTH1ELEVATION
1/4" = 1'-0" REF: 1 / A101

EXECUTIVE KITCHEN - SOUTH2ELEVATION
1/4" = 1'-0" REF: 1 / A101

FITNESS ROOM-126 - SOUTH ELEVATION3ELEVATION
1/4" = 1'-0" REF: 1 / A101

ALTERNATE #7 - WEST KITCHENETTE4ELEVATION
1/4" = 1'-0" REF: 1 / A101

ALTERNATE #7 - EAST KITCHENETTE5

ELEVATION
1/4" = 1'-0" REF: 1 / A101

ALTERNATE #6 - KITCHEN - SOUTH6ELEVATION
1/4" = 1'-0" REF: 1 / A101

ALTERNATE #6 - KITCHEN - EAST7ELEVATION
1/4" = 1'-0" REF: 1 / A101

LOBBY - NORTH8

ELEVATION
1/4" = 1'-0" REF: 1 / A101

MOTHER'S ROOM -WEST10

ELEVATION
1/4" = 1'-0" REF: 1 / A101

ELEVATOR LOBBY - NORTH9

ELEVATION
1/4" = 1'-0" REF: 1 / A101

ELEVATOR LOBBY EAST11

DETAIL
3/4" = 1'-0"

ALT. #5 - INFILL GLASS PANEL GUARDRAIL AT STAIR12DETAIL
3/4" = 1'-0"

ALT. #5 - INFILL GLASS PANEL GUARDRAIL AT 2ND FLOOR13DETAIL
3" = 1'-0"

WALL MIRROR14

DETAIL
1" = 1'-0" REF: 8 / A801

RECESSED DIGITAL DISPLAY15

# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



1. REFER TO SPECIFICATION MANUAL SECTIONS 06-20-00 (FINISHED 
CARPENTRY) AND 06-40-00 (ARCHITECTURAL WOODWORK) FOR A COMPLETE 
ENUMERATION OF PERFORMANCE AND FABRICATION GUIDELINES.

2. GENERAL CONTRACTOR IS RESPONSIBLE FOR PROVIDING IN-WALL BLOCKING 
ADEQUATE FOR THE SUPPORT OF ALL CABINETRY NOTED HEREIN. IN 
ADDITION, THE CONTRACTOR SHALL PROVIDE ADEQUATE IN-WALL BLOCKING 
FOR ANY/ALL FINISH CARPENTRY OR ANCILLARY COMPONENTS (INCLUDING 
BUT NOT LIMITED TO WALL PANELS, MILLWORK, CUSTOM CASEWORK, 
GRAPHIC PANELS, BANNERS, ETC.) DESIGNATED AND DETAILED HEREIN AS 
RIGIDLY ATTACHED TO WALL ASSEMBLIES OR OTHER STRUCTURAL 
COMPONENTS. SEE SPECIFICATION SECTION 06 10 50 FOR BLOCKING 
REQUIREMENTS. NOTE: SPECIFIC TYPES OF BLOCKING ARE SHOWN IN DETAIL 
DRAWINGS FOR CLARITY – THIS IS NOT TO BE TAKEN AS A FULL ACCOUNTING. 
GENERAL/TYPICAL BLOCKING MAY OR MAY NOT BE SHOWN.

3. FOR PLASTIC LAMINATE CABINETS: ALL EXPOSED EXTERIOR SURFACES ARE 
TO BE CLAD IN PLASTIC LAMINATE (COLOR AS NOTED). ALL EXPOSED 
INTERIOR SURFACES ARE TO BE CLAD IN WHITE MELAMINE. HIDDEN OR 
CONCEALED FACES ARE TO BE CLAD IN A PLASTIC LAMINATE BACKER. DOORS 
AND ADJUSTABLE SHELVES ARE TO BE FULLY CLAD IN THE SAME PLASTIC 
LAMINATE AS THE CASE (UNLESS NOTED OTHERWISE).

4. PROVIDE LOCKS FOR CABINET DOORS (UPPER AND LOWER) AS NOTED ON 
SPECIFIC ELEVATIONS.

5. ALL COUNTERTOPS ARE TO INCLUDE A CONTINUOUS MATCHING 4”
BACKSPLASH (UNLESS SHOWN AND NOTED OTHERWISE). ALL BACKSPLASHES 
ASSUMED TO INCLUDE SIDESPLASHES AT ADJOINING WALLS AND/OR OTHER 
VERTICAL INTERRUPTIONS.

6. PLASTIC LAMINATE COUNTERTOPS ARE TO HAVE A 1 ½” NOSING WITH A 
MATCHING DOELKIN WOODTAPE VINYL EDGE BAND (MANUFACTURER’S BEST 
MATCH). EDGE BAND MATCHES TO BE SUBMITTED FOR APPROVAL PRIOR TO 
FABRICATION. UNDERSIDES OF COUNTER ARE TO BE CLAD WITH BACKER 
SHEET.

7. ALL THRU-COUNTER WIRE MANAGEMENT SLOTS ARE TO BE 12” LONG X 1”
WIDE WITH DOUG MOCKET BRUSH STRIP INSERT (BR1-90). ALL FABRICATED 
WORKSURFACES WITH OPEN KNEE SPACE ARE TO RECEIVE A MINIMUM OF (1) 
INSERT EVERY 48”. EXACT AND FINAL LOCATIONS ARE TO BE FIELD-
COORDINATED WITH OWNER.

8. FOR “WET” AREAS (INCLUDING ALL FOOD SERVICE CABINETRY): 
COUNTERTOP/BACKSPLASH AND BASE CABINET SUBSTRATES ARE TO BE 
MARINE GRADE PLYWOOD.

9. NOTE THAT EQUIPMENT/APPLIANCES SHOWN IS FOR REFERENCE ONLY. 
EXACT LOCATIONS TO BE VERIFIED IN FIELD WITH OWNER.

10. FOR CABINETS AT INSIDE CORNERS: PROVIDE “CORNER CABINET” EXTENSION 
SO THAT END CABINET OF ONE RUN EXTENDS ALONG AND BEHIND OTHER 
RUN TO FILL IN CORNER DEAD SPACE – MODIFY AUGMENT SHELF SUPPORTS 
AS REQUIRED.

11. FINISH/MATERIAL ABBREVIATIONS ARE DELINEATED IN THE OVERALL 
PROJECT FINISH LEGEND.

12. ALL QUARTZ STONE WORKSURFACE/COUNTERTOP TO BE 2 CM WITH MITER-
FOLD, PENCIL-EDGE NOSING ON 3/4" CABINET-GRADE PARTICLEBOARD 
SUBSTRATE. UNLESS NOTED OTHERWISE. COLOR AS NOTED.

13. ALL SOLID SURFACE COUNTERTOP/SURFACE/FACE TO BE 1/2" WITH 
SEAMLESS BUTT JOINT, PENCIL-EDGE FINISHING ON CONT. 3/4" CABINET 
GRADE PARTICLEBOARD SUBSTRATE.UNLESS NOTED OTHERWISE. COLOR AS 
NOTED.

14. ALL PLASTIC LAMINATE CASES AND COMPONENTSTO BE ON 3/4" CABINET-
GRADE PLYWOOD SUBSTRATE. UNLESS NOTED OTHERWISE. COLOR AS 
NOTED.

15. ALL DOORS AND DRAWER FRONTS (FINISH AS NOTED) TO BE REVEAL 
OVERLAY STYLE, DOORS ON CONCEALED, EUROPEAN-STYLE HINGES. 
PLASTIC LAMINATE ON 3/4" PARTICLEBOARD SUBSTRATE. WITH 
COORDINATING 3mm PVC EDGE BAND (3/4"). UNLESS NOTED OTHERWISE.

16. FOR PLASTIC LAMINATE CABINETS: INTERIORS TO BE WHITE MELAMINE WITH 
MATCHING MELAMINE ADJUSTABLE SHELVES (MATCHING VINYL EDGE TAPE @ 
ALL SIDES. SHELVES ARE ADJUSTABLE (UNLESS NOTED OTHERWISE) 
SUPPORTED ON NICKEL (SPOON-TYPE) SHELF PINS. RECEIVING HOLES TO BE 
SPACED 2" O.C.

17. ALL DRAWERS (EXCEPT FILES) ON MEDIUM-DUTY, FULL EXTENSION, SOFT-
CLOSING GLIDES - FULL FILE DRAWERS ON HEAVY-DUTY, FULL-EXTENSION 
GLIDES. (WHITE MELAMINE INTERIORS).

18. ALL INTERNAL FRAMING AND/OR PLYWOOD RIBS TO BE SPACED NOT MORE 
THAN 16" O.C. - PROVIDE PENETRATIONS FOR WIRE MANAGEMENT

19. ALL COUNTER SUPPORT BRACKETS (12" X 18" U.N.O.) REGULARLY SPACED SO 
THAT OPEN SPANS NEVER EXCEED 42" 

GENERAL NOTES - CASEWORK

1. COUNTERTOP/SURFACE/FACE: QUARTZ STONE (2 CM) WITH MITER-
FOLD, PENCIL-EDGE JOINTS ON CONT. 3/4" CABINET GRADE 
PARTICLE BOARD OR PLYWOOD SUBSTRATE. (COLOR AS NOTED).

2. COUNTERTOP/SURFACE/FACE: SOLID SURFACE (1/2") WITH 
SEAMLESS BUTT JOINT, PENCIL-EDGE FINISHING ON CONT. 3/4" 
CABINET GRADE PLYWOOD SUBSTRATE. (COLOR AS NOTED).

3. CASES AND COMPONENTS: PLASTIC LAMINATE  (COLOR AS NOTED 
ON SPECIFIC DRAWINGS) ON 3/4" CABINET-GRADE PARTICLE BOARD 
OR PLYWOOD SUBSTRATE. (SEE GENERAL NOTES 3). 

4. DOORS AND DRAWER FRONTS (FINISH AS NOTED): FULL OVERLAY 
STYLE, DOORS ON CONCEALED, EUROPEAN-STYLE HINGES  (SEE 
GENERAL NOTE 3 & 4) . PLASTIC LAMINATE ON 3/4" PARTICLE BOARD 
OR PLYWOOD SUBSTRATE. WITH COORDINATING 3mm PVC EDGE 
BAND (3/4"). 

5. NOT USED.
6. FOR PLASTIC LAMINATE CABINETS: INTERIORS TO BE WHITE 

MELAMINE WITH MATCHING MELAMINE ADJUSTABLE SHELVES 
(MATCHING VINYL EDGE TAPE @ ALL SIDES. SHELVES ARE 
ADJUSTABLE (UNLESS NOTED OTHERWISE) SUPPORTED ON NICKEL 
(SPOON-TYPE) SHELF PINS. RECEIVING HOLES TO BE SPACED 2" O.C.

7. DOOR/DRAWER PULL (SEE 24 / A840 FOR SPECIFIC DESIGNATIONS)
8. DRAWERS (EXCEPT FILES) ON MEDIUM-DUTY, FULL EXTENSION, 

SOFT-CLOSING GLIDES - FULL FILE DRAWERS ON HEAVY-DUTY, FULL-
EXTENSION GLIDES. (WHITE MELAMINE INTERIORS).

9. FRY 4" LED BASE - LED-BS4 (CLEAR ANODIZED FINISH)
10. SCHEDULED WALL BASE
11. PARTICLE BOARD OR PLYWOOD RIBS SPACED NOT MORE THAN 16" 

O.C. PROVIDE PENETRATIONS FOR WIRE MANAGEMENT.
12. COUNTER SUPPORT BRACKETS (12" X 18" U.N.O.):                                             

400 W. Gamby Street, Manheim, PA 17545                                                                
1-888-647-0200 - 1-717-664-4582 (fax) info@aandmhardware.com      
REGULARLY SPACED SO THAT OPEN SPANS NEVER EXCEED 42" 

13. THRU-COUNTER WIRE MANAGEMENT: DOUG MOCKET MM3 CAP 
(17S -SATIN NICKEL) FOR 1 3/4" HOLE.  EXACT AND FINAL LOCATIONS 
ARE TO BE FIELD-COORDINATED WITH OWNER.

14. CONTINUOUS LED STRIP IN STANDARD MOUNT (SEE LIGHTING PLAN)
15. FLUSH POWER GROMMET - 2 ELECTRIC / DUAL USB MOCKETT 

PCS62B/USB SATIN ALUMINUM - SPACE EVENLY 42" O.C.
16. STAINLESS STEEL HOOK (SEE MCMASTER-CARR #11855A12) LOCATE 

(1) EACH SIDE OF POWER GROMMET (4 1/2" FROM CENTERLINE OF 
GROMMET).

17. 6"X6"X1 1/8" ANGLE BRACKET (.19" THICK) NICKEL PLATED STEEL -
SEE McMASTER-CARR #1556A49

18. TOP & WATERFALL SIDES WV-1 (REFER TO FINISH LEGEND) 
"PLEXWOOD" 1/2" SOLID SLAB ON 3/4" CABINET GRADE PARTICLE 
BOARD OR PLYWOOD SUBSTRATE. PROVIDE MITER-FOLD CORNERS 
& MATCHING HARDWOOD EDGING/NOSING

19. BOTTOM-MOUNT SLIDING TRASH CABINET ORGANIZER (SEE 
SIMPLYPUT #932584, SKU # SP-BSC10-1-35-P

CODED NOTES - CASEWORK

STRETCHERS: 4" x 3/4" INDUSTRIAL GRADE - DOWELED INTO SIDES

BACK ANCHORING CLEATS: 4" x 3/4" INDUSTRIAL 
GRADE - DOWELED INTO SIDES

BACK: 3/8" INDUSTRIAL GRADE PLYWOOD - WHITE 
MELAMINE (U.N.O.) W/ BACK BALANCE SHEET

CONSTRUCTION: 5/16" X 1" HARDWOOD FLUTED 
DOWELED JOINERY - GLUED & CLAMPED SQUARE 
TRUE & PLUMB

SHELVES: 3/4" INDUSTRIAL GRADE - WHITE 
MELAMINE (U.N.O.) W/ (MATCHING) 1 MM PVC 
EDGEBANDING SUPPORTED ON NICKEL, SPOON 
TYPE SHELF PINS
SIDES: 3/4" INDUSTRIAL GRADE DOWELED INTO 
TOP STRETCHERS & BACK CLEATS. PROVIDE 
BLIND DADO FOR JOINT W/ BOTTOM. INTERIOR 
WHITE MELAMINE (U.N.O.) - EXTERIOR FINISH AS 
NOTED IN ELEVATIONS. RECEIVING HOLES FOR 
SHELF PINS @ 2" O.C.

BOTTOM: 3/4" INDUSTRIAL GRADE MILLED TO SEAT IN BLIND 
DADOS (GLUED & CLAMPED SQUARE)   - WHITE MELAMINE 
(U.N.O.) W/ BACK BALANCE SHEET

TOE KICK: 3/4" INDUSTRIAL GRADE W/ WALL BASE AS 
SCHEDULED FOR  ADJOINING WALLS (U.N.O.)

BASE: HEAVY-DUTY (2X OR COMPARABLE) MARINE GRADE 
CONSTRUCTION W/ LEVELING CAPACITY

DOORS: 3/4" INDUSTRIAL 
GRADE (FINISH AS NOTED IN 
ELEVATIONS) W/ MATCHING 

2MM PVC EDGEBANDING 

PULLS: SEE 
CALLOUT @ 
INDIVIDUAL 

ELEVATIONS 

HINGES: "CONCEALED EURO" 170° 
SOFTCLOSE AND/OR INSTITUTIONAL 
5-KNUCKLE (SEE SPECIFIC DETAILS)

TOP & BOTTOM: 3/4" INDUSTRIAL GRADE - DOWELED 
INTO SIDES - INTERIOR WHITE MELAMINE (U.N.O.) -
EXTERIOR FINISH AS NOTED IN ELEVATIONS

BACK ANCHORING CLEATS: 4" x 3/4" 
INDUSTRIAL GRADE - DOWELED INTO SIDES

BACK: 3/8" INDUSTRIAL 
GRADE PLYWOOD - WHITE 
MELAMINE (U.N.O.) W/ BACK 
BALANCE SHEET

HINGES: "CONCEALED EURO" 170° SOFTCLOSE AND/OR 
INSTITUTIONAL 5-KNUCKLE (SEE SPECIFIC DETAILS)

DOORS: 3/4" INDUSTRIAL GRADE (FINISH AS NOTED IN 
ELEVATIONS) W/ MATCHING 2MM PVC EDGEBANDING 

SIDES: 3/4" INDUSTRIAL GRADE DOWELED INTO TOP, 
BOTTOM & BACK CLEATS. INTERIOR WHITE MELAMINE 
(U.N.O.) - EXTERIOR FINISH AS NOTED IN ELEVATIONS. 

RECEIVING HOLES FOR SHELF PINS @ 2" O.C.

PULLS: SEE CALLOUT @ INDIVIDUAL ELEVATIONS 

SHELVES: 3/4" INDUSTRIAL GRADE - WHITE MELAMINE 
(U.N.O.) W/ (MATCHING) 1 MM PVC EDGEBANDING 

SUPPORTED ON NICKEL, SPOON TYPE SHELF PINS

NOTE: HEREIN "INDUSTRIAL GRADE" REFERS TO EITHER 
INDUSTRIAL/CABINET GRADE (M-3) PARTICLEBOARD OR APPEARANCE 
GRADE HARDWOOD (VC) PLYWOOD WITH THE RECOGNITION THAT EACH 
HAS SPECIFIC CHARACTERISTICS THAT ARE MORE OR LESS SUITABLE TO 
SPECIFIC PARTS OF THE OVERALL ASSEMBLY

8

7

6

5

4

3

2

1

BASE CABINETS

WALL CABINETS

SINK BASE CABINETS

DRAWER (3)

D.3

DRAWER (1) MICROWAVE

D.5

SINK BASE
DOOR & DRAWER (1)

S.1 S.2

SINK BASE
DOOR & DRAWER (2)

DOOR (1)

W.1

DOOR (2)

W.2

DOOR & DRAWER (1) DOOR & DRAWER (2) DOOR (1) DOOR (2)

B.1 B.2 B.3 B.4

BASE CABINETS

T.1

FULL HT - DOOR (1)

TALL CABINETS

REFERENCE: HRX ALUMINUM DOORS; 
EDGE PULLS; HANDLEBAR ROUND (HBR)
3" LONG (U.N.O.)

IMAGE FOR STYLE REFERENCE ONLY (NO SCALE)

REFERENCE TOPKNOBS: "PRINCETONIAN BAR PULL 18 7/8" (C/C) 
BRUSHED SATIN NICKEL - ITEM #: M1047

IMAGE IS FOR REFERENCE ONLY - NO SCALE

SQUARE BAR PULL (P-2)

REFERENCE TOPKNOBS: M1158 SQUARE BAR PULL, 5 1/16" (C TO C) 
BRUSHED SATIN NICKEL 

IMAGE FOR STYLE REFERENCE ONLY (NO SCALE)

4" WIRE PULL (P-1)

REFERENCE AMEROCK: AME-19544, BP 7631226D, 4" (C TO C) BRASS 
WIRE PULL - FINISH BRUSHED DULL CHROME

IMAGE FOR STYLE REFERENCE ONLY (NO SCALE)

STANDARD PULL TYPES

BASIC FINGER PULL (P-3)

LONG BAR PULL (P-4)

CONCEALED "EURO"

STANDARD HINGE TYPES

INSTITUTIONAL 5-KNUCKLE

SIDE-MOUNT, FULL EXTENSION
BALL BEARING SLIDES W/ SOFT CLOSE

DRAWER SLIDES

CASEWORK TAG

X.XX34 30
24

HEIGHT (INCLUDES COUNTER/
WORKSURFACE @ BASE CABINETS)

TYPE DESIGNATION

WIDTH (CARCASS)

DEPTH (CARCASS)

4"

(SEE ELELVATION TAGS)
DEPTH

"DEPTH" + 1"

1/2
"

1 1
/4"

(S
EE

 E
LE

VA
TI

ON
 TA

GS
)

HE
IG

HT

FULL OVERLAY DRAWER & DOOR PANELS
P:3 BASIC FINGER PULL

(SEE ELEVATION TAGS)
DEPTH

4"

(S
EE

 E
LE

VA
TI

ON
 TA

GS
)

HE
IG

HT

1 1
/4"

1/2
"

"DEPTH" + 1"

FULL OVERLAY DRAWER & DOOR PANELS
P:3 BASIC FINGER PULL

(S
EE

 E
LE

VA
TI

ON
 TA

GS
)

HE
IG

HT

(SEE ELEVATIONS)
DEPTH

3" 4"

FULL OVERLAY DRAWER & DOOR PANELS
P:1 WIRE PULL

(SEE ELEVATION TAGS)
DEPTH

"DEPTH" + 1"

1/2
"

1 1
/4"

4"

(S
EE

 E
LE

VA
TI

ON
 TA

GS
)

HE
IG

HT

FULL OVERLAY DRAWER & DOOR PANELS
P:3 BASIC FINGER PULL

(S
EE

 E
LE

VA
TI

ON
 TA

GS
)

HE
IG

HT

(SEE ELEVATION TAGS)
DEPTH

FULL OVERLAY DRAWER & DOOR PANELS
P:1 WIRE PULL

"DEPTH" + 1"

"DEPTH" + 1"

1 1
/4"

1 1
/4"

U.
N.

O.
4"

U.
N.

O.
4" CONT. 3/4" SUBSTRATE

CONT. 3/4" SUBSTRATE

INTEGRAL NOSING W/EASED EDGES

"DEPTH" + 1"

"DEPTH" + 1"

1 1
/4"

1 1
/4"

U.
N.

O.
4"

U.
N.

O.
4" CONT. 3/4" SUBSTRATE

CONT. 3/4" SUBSTRATE

INTEGRAL NOSING W/EASED EDGES

"DEPTH" + 1"

"DEPTH" + 1"

1 1
/4"

1 1
/4"

U.
N.

O.
4"

U.
N.

O.
4" CONT. 3/4" SUBSTRATE

CONT. 3/4" SUBSTRATE

REFERENCE: HRX ALUMINUM DOORS; 
EDGE PULLS; HANDLEBAR ROUND (HBR)
3" LONG (U.N.O.) COLOR BLACK

IMAGE FOR STYLE REFERENCE ONLY (NO SCALE)

BASIC FINGER PULL (P-1)

REFERENCE: SIMPLYPUT #932584, 
SKU # SP-BSC10-1-35-P

IMAGE FOR REFERENCE ONLY (NO SCALE)

TRASH CABINET HARDWARE

300 SPRUCE STREET
SUITE 300
COLUMBUS, OHIO 43215

PHONE: 614-461-4664
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A850
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CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
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CASEWORK SCHEDULE

Cabinet Type Model Count Detail No

45
F21 3
BASE - DOOR & DRAWER (1) B.1 3 1/A850 VERIFY
BASE - DOOR & DRAWER (2) B.2 15 1/A850 VERIFY
BASE - DOOR (2) B.4 2 1/A850 VERIFY

C.8 1
SINK BASE - DOOR & DRAWER (2) S.2 5 1/A850 VERIFY
FULL HT - DOOR (1) T.1 1 1/A850 VERIFY
WALL - DOOR (1) W.1 5 1/A850 VERIFY
WALL - DOOR (2) W.2 15 1/A850 VERIFY
WALL - CORNER DOOR W.5 1 1/A850

DETAIL
N.T.S.

ACCESSORIES9

SECTION
1 1/2" = 1'-0"

B.4 - BASE1SECTION
1 1/2" = 1'-0"

B.1 / B.2 - BASE2SECTION
1 1/2" = 1'-0"

T.13 SECTION
1 1/2" = 1'-0"

S.2 - BASE4

SECTION
1 1/2" = 1'-0"

W.1 / W.2 - WALL5

# DATE CHANGE DESCRIPTIONSECTION
1 1/2" = 1'-0"

C.1 - PLAM COUNTER6SECTION
1 1/2" = 1'-0"

C.2 - SOLID SURFACE COUNTER7SECTION
1 1/2" = 1'-0"

C.3 - QUARTZ COUNTER8

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



1. REFER TO SPECIFICATION MANUAL SECTIONS 06-20-00 (FINISHED 
CARPENTRY) AND 06-40-00 (ARCHITECTURAL WOODWORK) FOR A COMPLETE 
ENUMERATION OF PERFORMANCE AND FABRICATION GUIDELINES.

2. GENERAL CONTRACTOR IS RESPONSIBLE FOR PROVIDING IN-WALL BLOCKING 
ADEQUATE FOR THE SUPPORT OF ALL CABINETRY NOTED HEREIN. IN 
ADDITION, THE CONTRACTOR SHALL PROVIDE ADEQUATE IN-WALL BLOCKING 
FOR ANY/ALL FINISH CARPENTRY OR ANCILLARY COMPONENTS (INCLUDING 
BUT NOT LIMITED TO WALL PANELS, MILLWORK, CUSTOM CASEWORK, 
GRAPHIC PANELS, BANNERS, ETC.) DESIGNATED AND DETAILED HEREIN AS 
RIGIDLY ATTACHED TO WALL ASSEMBLIES OR OTHER STRUCTURAL 
COMPONENTS. SEE SPECIFICATION SECTION 06 10 50 FOR BLOCKING 
REQUIREMENTS. NOTE: SPECIFIC TYPES OF BLOCKING ARE SHOWN IN DETAIL 
DRAWINGS FOR CLARITY – THIS IS NOT TO BE TAKEN AS A FULL ACCOUNTING. 
GENERAL/TYPICAL BLOCKING MAY OR MAY NOT BE SHOWN.

3. FOR PLASTIC LAMINATE CABINETS: ALL EXPOSED EXTERIOR SURFACES ARE 
TO BE CLAD IN PLASTIC LAMINATE (COLOR AS NOTED). ALL EXPOSED 
INTERIOR SURFACES ARE TO BE CLAD IN WHITE MELAMINE. HIDDEN OR 
CONCEALED FACES ARE TO BE CLAD IN A PLASTIC LAMINATE BACKER. DOORS 
AND ADJUSTABLE SHELVES ARE TO BE FULLY CLAD IN THE SAME PLASTIC 
LAMINATE AS THE CASE (UNLESS NOTED OTHERWISE).

4. PROVIDE LOCKS FOR CABINET DOORS (UPPER AND LOWER) AS NOTED ON 
SPECIFIC ELEVATIONS.

5. ALL COUNTERTOPS ARE TO INCLUDE A CONTINUOUS MATCHING 4”
BACKSPLASH (UNLESS SHOWN AND NOTED OTHERWISE). ALL BACKSPLASHES 
ASSUMED TO INCLUDE SIDESPLASHES AT ADJOINING WALLS AND/OR OTHER 
VERTICAL INTERRUPTIONS.

6. PLASTIC LAMINATE COUNTERTOPS ARE TO HAVE A 1 ½” NOSING WITH A 
MATCHING DOELKIN WOODTAPE VINYL EDGE BAND (MANUFACTURER’S BEST 
MATCH). EDGE BAND MATCHES TO BE SUBMITTED FOR APPROVAL PRIOR TO 
FABRICATION. UNDERSIDES OF COUNTER ARE TO BE CLAD WITH BACKER 
SHEET.

7. ALL THRU-COUNTER WIRE MANAGEMENT SLOTS ARE TO BE 12” LONG X 1”
WIDE WITH DOUG MOCKET BRUSH STRIP INSERT (BR1-90). ALL FABRICATED 
WORKSURFACES WITH OPEN KNEE SPACE ARE TO RECEIVE A MINIMUM OF (1) 
INSERT EVERY 48”. EXACT AND FINAL LOCATIONS ARE TO BE FIELD-
COORDINATED WITH OWNER.

8. FOR “WET” AREAS (INCLUDING ALL FOOD SERVICE CABINETRY): 
COUNTERTOP/BACKSPLASH AND BASE CABINET SUBSTRATES ARE TO BE 
MARINE GRADE PLYWOOD.

9. NOTE THAT EQUIPMENT/APPLIANCES SHOWN IS FOR REFERENCE ONLY. 
EXACT LOCATIONS TO BE VERIFIED IN FIELD WITH OWNER.

10. FOR CABINETS AT INSIDE CORNERS: PROVIDE “CORNER CABINET” EXTENSION 
SO THAT END CABINET OF ONE RUN EXTENDS ALONG AND BEHIND OTHER 
RUN TO FILL IN CORNER DEAD SPACE – MODIFY AUGMENT SHELF SUPPORTS 
AS REQUIRED.

11. FINISH/MATERIAL ABBREVIATIONS ARE DELINEATED IN THE OVERALL 
PROJECT FINISH LEGEND.

12. ALL QUARTZ STONE WORKSURFACE/COUNTERTOP TO BE 2 CM WITH MITER-
FOLD, PENCIL-EDGE NOSING ON 3/4" CABINET-GRADE PARTICLEBOARD 
SUBSTRATE. UNLESS NOTED OTHERWISE. COLOR AS NOTED.

13. ALL SOLID SURFACE COUNTERTOP/SURFACE/FACE TO BE 1/2" WITH 
SEAMLESS BUTT JOINT, PENCIL-EDGE FINISHING ON CONT. 3/4" CABINET 
GRADE PARTICLEBOARD SUBSTRATE.UNLESS NOTED OTHERWISE. COLOR AS 
NOTED.

14. ALL PLASTIC LAMINATE CASES AND COMPONENTSTO BE ON 3/4" CABINET-
GRADE PLYWOOD SUBSTRATE. UNLESS NOTED OTHERWISE. COLOR AS 
NOTED.

15. ALL DOORS AND DRAWER FRONTS (FINISH AS NOTED) TO BE REVEAL 
OVERLAY STYLE, DOORS ON CONCEALED, EUROPEAN-STYLE HINGES. 
PLASTIC LAMINATE ON 3/4" PARTICLEBOARD SUBSTRATE. WITH 
COORDINATING 3mm PVC EDGE BAND (3/4"). UNLESS NOTED OTHERWISE.

16. FOR PLASTIC LAMINATE CABINETS: INTERIORS TO BE WHITE MELAMINE WITH 
MATCHING MELAMINE ADJUSTABLE SHELVES (MATCHING VINYL EDGE TAPE @ 
ALL SIDES. SHELVES ARE ADJUSTABLE (UNLESS NOTED OTHERWISE) 
SUPPORTED ON NICKEL (SPOON-TYPE) SHELF PINS. RECEIVING HOLES TO BE 
SPACED 2" O.C.

17. ALL DRAWERS (EXCEPT FILES) ON MEDIUM-DUTY, FULL EXTENSION, SOFT-
CLOSING GLIDES - FULL FILE DRAWERS ON HEAVY-DUTY, FULL-EXTENSION 
GLIDES. (WHITE MELAMINE INTERIORS).

18. ALL INTERNAL FRAMING AND/OR PLYWOOD RIBS TO BE SPACED NOT MORE 
THAN 16" O.C. - PROVIDE PENETRATIONS FOR WIRE MANAGEMENT

19. ALL COUNTER SUPPORT BRACKETS (12" X 18" U.N.O.) REGULARLY SPACED SO 
THAT OPEN SPANS NEVER EXCEED 42" 

GENERAL NOTES - CASEWORK

1. COUNTERTOP/SURFACE/FACE: QUARTZ STONE (2 CM) WITH MITER-
FOLD, PENCIL-EDGE JOINTS ON CONT. 3/4" CABINET GRADE 
PARTICLE BOARD OR PLYWOOD SUBSTRATE. (COLOR AS NOTED).

2. COUNTERTOP/SURFACE/FACE: SOLID SURFACE (1/2") WITH 
SEAMLESS BUTT JOINT, PENCIL-EDGE FINISHING ON CONT. 3/4" 
CABINET GRADE PLYWOOD SUBSTRATE. (COLOR AS NOTED).

3. CASES AND COMPONENTS: PLASTIC LAMINATE  (COLOR AS NOTED 
ON SPECIFIC DRAWINGS) ON 3/4" CABINET-GRADE PARTICLE BOARD 
OR PLYWOOD SUBSTRATE. (SEE GENERAL NOTES 3). 

4. DOORS AND DRAWER FRONTS (FINISH AS NOTED): FULL OVERLAY 
STYLE, DOORS ON CONCEALED, EUROPEAN-STYLE HINGES  (SEE 
GENERAL NOTE 3 & 4) . PLASTIC LAMINATE ON 3/4" PARTICLE BOARD 
OR PLYWOOD SUBSTRATE. WITH COORDINATING 3mm PVC EDGE 
BAND (3/4"). 

5. NOT USED.
6. FOR PLASTIC LAMINATE CABINETS: INTERIORS TO BE WHITE 

MELAMINE WITH MATCHING MELAMINE ADJUSTABLE SHELVES 
(MATCHING VINYL EDGE TAPE @ ALL SIDES. SHELVES ARE 
ADJUSTABLE (UNLESS NOTED OTHERWISE) SUPPORTED ON NICKEL 
(SPOON-TYPE) SHELF PINS. RECEIVING HOLES TO BE SPACED 2" O.C.

7. DOOR/DRAWER PULL (SEE 24 / A840 FOR SPECIFIC DESIGNATIONS)
8. DRAWERS (EXCEPT FILES) ON MEDIUM-DUTY, FULL EXTENSION, 

SOFT-CLOSING GLIDES - FULL FILE DRAWERS ON HEAVY-DUTY, FULL-
EXTENSION GLIDES. (WHITE MELAMINE INTERIORS).

9. FRY 4" LED BASE - LED-BS4 (CLEAR ANODIZED FINISH)
10. SCHEDULED WALL BASE
11. PARTICLE BOARD OR PLYWOOD RIBS SPACED NOT MORE THAN 16" 

O.C. PROVIDE PENETRATIONS FOR WIRE MANAGEMENT.
12. COUNTER SUPPORT BRACKETS (12" X 18" U.N.O.):                                             

400 W. Gamby Street, Manheim, PA 17545                                                                
1-888-647-0200 - 1-717-664-4582 (fax) info@aandmhardware.com      
REGULARLY SPACED SO THAT OPEN SPANS NEVER EXCEED 42" 

13. THRU-COUNTER WIRE MANAGEMENT: DOUG MOCKET MM3 CAP 
(17S -SATIN NICKEL) FOR 1 3/4" HOLE.  EXACT AND FINAL LOCATIONS 
ARE TO BE FIELD-COORDINATED WITH OWNER.

14. CONTINUOUS LED STRIP IN STANDARD MOUNT (SEE LIGHTING PLAN)
15. FLUSH POWER GROMMET - 2 ELECTRIC / DUAL USB MOCKETT 

PCS62B/USB SATIN ALUMINUM - SPACE EVENLY 42" O.C.
16. STAINLESS STEEL HOOK (SEE MCMASTER-CARR #11855A12) LOCATE 

(1) EACH SIDE OF POWER GROMMET (4 1/2" FROM CENTERLINE OF 
GROMMET).

17. 6"X6"X1 1/8" ANGLE BRACKET (.19" THICK) NICKEL PLATED STEEL -
SEE McMASTER-CARR #1556A49

18. TOP & WATERFALL SIDES WV-1 (REFER TO FINISH LEGEND) 
"PLEXWOOD" 1/2" SOLID SLAB ON 3/4" CABINET GRADE PARTICLE 
BOARD OR PLYWOOD SUBSTRATE. PROVIDE MITER-FOLD CORNERS 
& MATCHING HARDWOOD EDGING/NOSING

19. BOTTOM-MOUNT SLIDING TRASH CABINET ORGANIZER (SEE 
SIMPLYPUT #932584, SKU # SP-BSC10-1-35-P

CODED NOTES - CASEWORK
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FILLERFILLER

FILLERFILLER

300 SPRUCE STREET
SUITE 300
COLUMBUS, OHIO 43215

PHONE: 614-461-4664
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• RAISED TRANSACTION & WATERFALL SIDES (TOP & ALL FACES): QUARTZ STONE (QZ-1)
• MAIN COUNTERTOP & WATERFALL SIDES : SOLID SURFACE (SS-2)
• FRONT FACES: SOLID SURFACE (SS-1)
• STAFF SIDE: PLASTIC LAMINATE FACES & CABINETS (PL-1) 
• FULL OVERLAY DOOR AND DRAWERS FRONTS (MATCHING 1MM PVC EDGEBAND)
• ADJ. SHELVES ON STAINLESS (SPOON-TYPE)   PINS & HOLES @ 2" O.C. 
• PULLS: P-1 (SEE 24/840)
• WHITE MELAMINE INTERIORS AND ADJ. SHELVES (MATCHING EDGEBAND)

ELEVATIONRECEPTION/SECURITY DESK1b 3/8" = 1'-0"

SIDE ELEVATION

BACK ELEVATION

FRONT ELEVATION

DETAIL
1 1/2" = 1'-0" REF: 1g / A851

LOWER WORK SURFACE2DETAIL
1 1/2" = 1'-0" REF: 1g / A851

TRANSACTION @ PED4 DETAIL
1 1/2" = 1'-0" REF: 1g / A851

TRANSACTION @ KNEE SPACE3 PLAN
1/4" = 1'-0"

RECEPTION PLAN1a

DETAIL
1 1/2" = 1'-0" REF: 3 / A801

YOGA MAT STORAGE6 ELEVATION
1/2" = 1'-0" REF: 1 / A101

YOGA MAT STORAGE5
# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025
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1. STANDARDS AND PROCEDURES FOR THE PREPARATION AND APPLICATION OF 
INTERIOR FINISHES ARE DEFINED IN THE PROJECT MANUAL. FINISH (SUB) 
CONTRACTORS ARE REQUIRED TO READ, UNDERSTAND AND FOLLOW ALL 
RELEVANT SECTIONS OF THE PROJECT MANUAL.

2. FINISH MATERIALS ARE LISTED IN THE LEGEND COMPONENT OF THE FINISH 
SCHEDULE. SPECIFICATIONS ARE INCLUDED IN THE PROJECT MANUAL. ANY 
CONFLICTS OR DISCREPANCIES BETWEEN THESE TWO SHOULD BE BROUGHT 
TO THE ARCHITECT'S ATTENTION IMMEDIATELY.

3. NO FINISH MATERIAL SUBSTITUTIONS WILL BE ACCEPTED EXCEPT IN THE 
SPECIFIC CIRCUMSTANCES ENUMERATED IN THE PROJECT MANUAL.

4. PAINTED HOLLOW METAL DOORS AND FRAMES TO BE PAINTED TO MATCH 
ADJACENT WALL COLOR UNLESS NOTED OTHERWISE. MATERIAL, FINISH AND 
COLOR INFORMATION FOR ALL OTHER DOORS AND FRAMES IS CONTAINED IN 
THE DOOR SCHEDULE AND ITS ASSOCIATED LEGENDS. IF WALLS ON 
OPPOSITE SIDES OF DOOR FRAME ARE DIFFERENT COLORS THE PAINT 
COLORS SHOULD BE SPLIT AT THE JAMB OF THE FRAME.

5. ALL VERTICAL TRANSITIONS BETWEEN DIFFERING WALL FINISHES ARE TO BE 
MADE AT INSIDE CORNERS (UNLESS NOTED OTHERWISE).

6. FLOORING MATERIAL DESIGNATED FOR STAIRS IS TO INCLUDE STAIR AND ALL 
ASSOCIATED TREADS, RISERS, LANDINGS, ETC. (UNLESS NOTED OTHERWISE).

7. PAINT DESIGNATED FOR METAL STAIR COMPONENTS IS TO INCLUDE ALL 
EXPOSED METAL COMPONENTS ASSOCIATED WITH THE STAIR SYSTEM 
ITSELF, ALL EXPOSED STRUCTURAL STEEL COMPONENTS SUPPORTING THE 
STAIR SYSTEM (UNLESS NOTED OTHERWISE), AND ALL EXPOSED METAL 
COMPONENTS OF THE HANDRAIL AND GUARDRAIL SYSTEMS (UNLESS NOTED 
OTHERWISE). UNDERSIDES OF STAIR RUNS AND LANDINGS ARE CONSIDERED 
"EXPOSED" IN ALL SITUATIONS.

8. FOR CLARITY, SOME FINISH INFORMATION HAS BEEN PRESENTED 
GRAPHICALLY IN THE FORM OF FINISH AND FLOORING PLANS. SHOULD THERE 
BE A DISCREPANCY BETWEEN THE FINISH SCHEDULE AND THESE PLANS, THE 
ARCHITECT SHOULD BE NOTIFIED IMMEDIATELY. FOR THE PURPOSE OF 
BIDDING, INFORMATION DETAILED ON THE FINISH FLOOR PLANS AND 
FLOORING PLANS IS TO TAKE PRECEDENCE OVER THE FINISH SCHEDULE 
UNTIL FURTHER CLARIFICATION CAN BE GIVEN. FOR AREAS NOT 
SPECIFICALLY DETAILED ON THESE PLANS, THE FINISH SCHEDULE PERTAINS.

9. PAINT DESIGNATED FOR EXPOSED OVERHEAD STRUCTURE IS TO INCLUDE 
ALL EXPOSED COMPONENTS INCLUDING (BUT NOT EXCLUSIVE TO) DECKING, 
STRUCTURAL MEMBERS, MECHANICAL AND ELECTRICAL DELIVERY SYSTEMS, 
FIRE PROTECTION SYSTEMS (EXCLUDING SPRINKLER HEADS), AND ALL 
OTHER MISCELLANEOUS BUILDING SYSTEMS LOCATED OVERHEAD. EACH OF 
THE AFOREMENTIONED CATEGORIES IS TO INCLUDE ANY AND ALL 
ASSOCIATED SUPPORTS, FASTENERS, HANGERS, STRUTS, BRACES, 
BRACKETS, ETC.

10. WHERE RESILIENT BASE IS SPECIFIED (VINYL OR RUBBER) PROVIDE COVE 
PROFILE BASE AT ALL RESILIENT FLOORS AND STRAIGHT BASE FOR ALL 
CARPET AREAS (UNLESS OTHERWISE NOTED). HEIGHT AND COLOR TO BE AS 
INDICATED ON FINISH LEGEND.

11. REFER TO REFLECTED CEILING PLANS AND SPECIFICATION MANUAL FOR ALL 
CEILING MATERIAL AND FINISH INFORMATION.

12. ALL DRYWALL SOFFITS TO BE PAINTED FLAT CEILING WHITE UNLESS NOTED 
OTHERWISE ON CEILING PLANS.

13. CERAMIC WALL TILE TO EXTEND FULL WIDTH AND FULL HEIGHT FOR ANY AND 
ALL SCHEDULED TILED WALLS (UNLESS NOTED OTHERWISE).

14. FOR EPOXY OR INTUMESCENT PAINT COLOR REFER TO PAINT SCHEDULE 
NUMBERS.

15. WITHIN FINISH SCHEDULE CELLS: SLASH MARKS INDICATE DIFFERENCES IN 
FINISH MATERIAL WHILE COMMAS INDICATE DIFFERENCES IN PATTERN OR 
COLOR WITHIN A SPECIFIC MATERIAL.

16. APPROPRIATE METAL OR VINYL TRANSITION STRIPS MUST BE PROVIDED AT 
ALL FINISH MATERIAL FLOORING CHANGES. GENERAL CONTRACTOR TO 
SUBMIT SHOP DRAWINGS FOR ALL FLOORING TRANSITIONS AND AREAS IN 
WHICH FLOORING PATTERNS ARE SHOWN. SEE FLOOR FINISH PLANS, 
DETAILS AND NOTES FOR SPECIFIC INFORMATION.

17. WALL PAINT INDICATED FOR CURTAIN WALL LOCATIONS APPLIES TO ALL 
ASSOCIATED DRYWALL COMPONENTS (CURBS, HEADERS, BULKHEADS, ETC.) 
AND SHOULD NOT BE INTERPRETED AS APPLYING TO CURTAIN WALL 
COMPONENTS OR GLASS.

18. FLOORING CONTRACTOR(S) IS RESPONSIBLE FOR COORDINATING FINISHED 
FLOOR ELEVATIONS WITH ALL/ANY FLOOR MOUNTED COMPONENTS 
(RECEPTACLES, ACCESS PANELS, ETC.) SO THAT COMPONENTS ARE 
INTEGRATED AND FLUSH.

19. PAINT ALL GYPSUM BOARD WALLS ON FIRST FLOOR PAINT PT-1. THIS DOES 
NOT INCLUDE ROOMS 106, 109A, 123A, 136, 146, 148, 148A, S101, AND S102, 

GENERAL NOTES - FINISH PLANS

CODED NOTE LEGEND#

1. ALIGN
2. SW-1: GREEN WALL ELEMENT; REFER TO ELEVATIONS, FINISH LEGEND AND 

SPECS FOR MORE INFORMATION.
3. BRANDED RAISED LETTER SIGNAGE/DIRECTORY. 
4. ALTERNATE #5: REPLACE FLOORING ON ENTIRE STAIR WITH TF-1. INSTALL TF-1 

ON RISERS, TREADS AND LANDINGS.
5. RB BASE AT CARPET, TILE BASE AT TILE.
6. PATCH WITH MATCHED/SALVAGED EXISTING CARPET TILE.
7. PATCH WITH MATCHING EXISTING FLOORING; ALTERNATE #3: REPLACE 

FLOORING WITH CR-2, SEE FINISH LEGEND FOR DETAILS.
8. ALTERNATE #3: REPLACE FLOORING (CARPET AND RESILIENT) WITH CR-1, SEE 

FINISH LEGEND FOR DETAILS.
9. ALTERNATE #7: REPLACE BACKSPLASH WITH TILE AS INDICATED.
10. BRANDING/ARTWORK PLACEHOLDER. KEEP WALL CLEAR OF DEVICES.
11. BRANDING/ARTWORK PLACEHOLDER. KEEP WALL CLEAR OF DEVICES. 

PROVIDE IN WALL BLOCKING.
12. USE OWNER'S EXISTING STOCK
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CONSTRUCTION DOCUMENTS

A901

LEVEL 01 - FINISH PLAN

CMHA EASTON OFFICE

RENOVATION

CMHA

3400 MORSE CROSSING
COLUMBUS, OHIO 43219

20
25 PLAN

1/8" = 1'-0"
LEVEL 01 - FINISHES1

# DATE CHANGE DESCRIPTION

PROGRESS 
DRAWING 
NOT FOR 

CONSTRUCTION

JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025



1. STANDARDS AND PROCEDURES FOR THE PREPARATION AND APPLICATION OF 
INTERIOR FINISHES ARE DEFINED IN THE PROJECT MANUAL. FINISH (SUB) 
CONTRACTORS ARE REQUIRED TO READ, UNDERSTAND AND FOLLOW ALL 
RELEVANT SECTIONS OF THE PROJECT MANUAL.

2. FINISH MATERIALS ARE LISTED IN THE LEGEND COMPONENT OF THE FINISH 
SCHEDULE. SPECIFICATIONS ARE INCLUDED IN THE PROJECT MANUAL. ANY 
CONFLICTS OR DISCREPANCIES BETWEEN THESE TWO SHOULD BE BROUGHT 
TO THE ARCHITECT'S ATTENTION IMMEDIATELY.

3. NO FINISH MATERIAL SUBSTITUTIONS WILL BE ACCEPTED EXCEPT IN THE 
SPECIFIC CIRCUMSTANCES ENUMERATED IN THE PROJECT MANUAL.

4. PAINTED HOLLOW METAL DOORS AND FRAMES TO BE PAINTED TO MATCH 
ADJACENT WALL COLOR UNLESS NOTED OTHERWISE. MATERIAL, FINISH AND 
COLOR INFORMATION FOR ALL OTHER DOORS AND FRAMES IS CONTAINED IN 
THE DOOR SCHEDULE AND ITS ASSOCIATED LEGENDS. IF WALLS ON 
OPPOSITE SIDES OF DOOR FRAME ARE DIFFERENT COLORS THE PAINT 
COLORS SHOULD BE SPLIT AT THE JAMB OF THE FRAME.

5. ALL VERTICAL TRANSITIONS BETWEEN DIFFERING WALL FINISHES ARE TO BE 
MADE AT INSIDE CORNERS (UNLESS NOTED OTHERWISE).

6. FLOORING MATERIAL DESIGNATED FOR STAIRS IS TO INCLUDE STAIR AND ALL 
ASSOCIATED TREADS, RISERS, LANDINGS, ETC. (UNLESS NOTED OTHERWISE).

7. PAINT DESIGNATED FOR METAL STAIR COMPONENTS IS TO INCLUDE ALL 
EXPOSED METAL COMPONENTS ASSOCIATED WITH THE STAIR SYSTEM 
ITSELF, ALL EXPOSED STRUCTURAL STEEL COMPONENTS SUPPORTING THE 
STAIR SYSTEM (UNLESS NOTED OTHERWISE), AND ALL EXPOSED METAL 
COMPONENTS OF THE HANDRAIL AND GUARDRAIL SYSTEMS (UNLESS NOTED 
OTHERWISE). UNDERSIDES OF STAIR RUNS AND LANDINGS ARE CONSIDERED 
"EXPOSED" IN ALL SITUATIONS.

8. FOR CLARITY, SOME FINISH INFORMATION HAS BEEN PRESENTED 
GRAPHICALLY IN THE FORM OF FINISH AND FLOORING PLANS. SHOULD THERE 
BE A DISCREPANCY BETWEEN THE FINISH SCHEDULE AND THESE PLANS, THE 
ARCHITECT SHOULD BE NOTIFIED IMMEDIATELY. FOR THE PURPOSE OF 
BIDDING, INFORMATION DETAILED ON THE FINISH FLOOR PLANS AND 
FLOORING PLANS IS TO TAKE PRECEDENCE OVER THE FINISH SCHEDULE 
UNTIL FURTHER CLARIFICATION CAN BE GIVEN. FOR AREAS NOT 
SPECIFICALLY DETAILED ON THESE PLANS, THE FINISH SCHEDULE PERTAINS.

9. PAINT DESIGNATED FOR EXPOSED OVERHEAD STRUCTURE IS TO INCLUDE 
ALL EXPOSED COMPONENTS INCLUDING (BUT NOT EXCLUSIVE TO) DECKING, 
STRUCTURAL MEMBERS, MECHANICAL AND ELECTRICAL DELIVERY SYSTEMS, 
FIRE PROTECTION SYSTEMS (EXCLUDING SPRINKLER HEADS), AND ALL 
OTHER MISCELLANEOUS BUILDING SYSTEMS LOCATED OVERHEAD. EACH OF 
THE AFOREMENTIONED CATEGORIES IS TO INCLUDE ANY AND ALL 
ASSOCIATED SUPPORTS, FASTENERS, HANGERS, STRUTS, BRACES, 
BRACKETS, ETC.

10. WHERE RESILIENT BASE IS SPECIFIED (VINYL OR RUBBER) PROVIDE COVE 
PROFILE BASE AT ALL RESILIENT FLOORS AND STRAIGHT BASE FOR ALL 
CARPET AREAS (UNLESS OTHERWISE NOTED). HEIGHT AND COLOR TO BE AS 
INDICATED ON FINISH LEGEND.

11. REFER TO REFLECTED CEILING PLANS AND SPECIFICATION MANUAL FOR ALL 
CEILING MATERIAL AND FINISH INFORMATION.

12. ALL DRYWALL SOFFITS TO BE PAINTED FLAT CEILING WHITE UNLESS NOTED 
OTHERWISE ON CEILING PLANS.

13. CERAMIC WALL TILE TO EXTEND FULL WIDTH AND FULL HEIGHT FOR ANY AND 
ALL SCHEDULED TILED WALLS (UNLESS NOTED OTHERWISE).

14. FOR EPOXY OR INTUMESCENT PAINT COLOR REFER TO PAINT SCHEDULE 
NUMBERS.

15. WITHIN FINISH SCHEDULE CELLS: SLASH MARKS INDICATE DIFFERENCES IN 
FINISH MATERIAL WHILE COMMAS INDICATE DIFFERENCES IN PATTERN OR 
COLOR WITHIN A SPECIFIC MATERIAL.

16. APPROPRIATE METAL OR VINYL TRANSITION STRIPS MUST BE PROVIDED AT 
ALL FINISH MATERIAL FLOORING CHANGES. GENERAL CONTRACTOR TO 
SUBMIT SHOP DRAWINGS FOR ALL FLOORING TRANSITIONS AND AREAS IN 
WHICH FLOORING PATTERNS ARE SHOWN. SEE FLOOR FINISH PLANS, 
DETAILS AND NOTES FOR SPECIFIC INFORMATION.

17. WALL PAINT INDICATED FOR CURTAIN WALL LOCATIONS APPLIES TO ALL 
ASSOCIATED DRYWALL COMPONENTS (CURBS, HEADERS, BULKHEADS, ETC.) 
AND SHOULD NOT BE INTERPRETED AS APPLYING TO CURTAIN WALL 
COMPONENTS OR GLASS.

18. FLOORING CONTRACTOR(S) IS RESPONSIBLE FOR COORDINATING FINISHED 
FLOOR ELEVATIONS WITH ALL/ANY FLOOR MOUNTED COMPONENTS 
(RECEPTACLES, ACCESS PANELS, ETC.) SO THAT COMPONENTS ARE 
INTEGRATED AND FLUSH.

19. PAINT ALL GYPSUM BOARD WALLS ON FIRST FLOOR PAINT PT-1. THIS DOES 
NOT INCLUDE ROOMS 106, 109A, 123A, 136, 146, 148, 148A, S101, AND S102, 

GENERAL NOTES - FINISH PLANS

CODED NOTE LEGEND#

1. ALIGN
2. SW-1: GREEN WALL ELEMENT; REFER TO ELEVATIONS, FINISH LEGEND AND 

SPECS FOR MORE INFORMATION.
3. BRANDED RAISED LETTER SIGNAGE/DIRECTORY. 
4. ALTERNATE #5: REPLACE FLOORING ON ENTIRE STAIR WITH TF-1. INSTALL TF-1 

ON RISERS, TREADS AND LANDINGS.
5. RB BASE AT CARPET, TILE BASE AT TILE.
6. PATCH WITH MATCHED/SALVAGED EXISTING CARPET TILE.
7. PATCH WITH MATCHING EXISTING FLOORING; ALTERNATE #3: REPLACE 

FLOORING WITH CR-2, SEE FINISH LEGEND FOR DETAILS.
8. ALTERNATE #3: REPLACE FLOORING (CARPET AND RESILIENT) WITH CR-1, SEE 

FINISH LEGEND FOR DETAILS.
9. ALTERNATE #7: REPLACE BACKSPLASH WITH TILE AS INDICATED.
10. BRANDING/ARTWORK PLACEHOLDER. KEEP WALL CLEAR OF DEVICES.
11. BRANDING/ARTWORK PLACEHOLDER. KEEP WALL CLEAR OF DEVICES. 

PROVIDE IN WALL BLOCKING.
12. USE OWNER'S EXISTING STOCK

FLOOR PATTERN LEGEND

SC1 - SEALED CONCRETE

CR-1 - PLANKS ASHLAR

CR-2 - PLANKS ASHLAR

RF-1 -RESILIENT FLOORING

EC-1 - ENTRY CARPET

LV-1 - LUXURY VINYL TILE

LV-2 - LUXURY VINYL TILE

TF-1 - TILE FLOOR
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LEVEL 01 - FLOOR FINISH1
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JONATHAN D. MOODY, LIC. #1215709
EXP. DATE: 12/31/2025
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1. AREA IS NOT IN CONTRACT. ALL DEVICES IN THIS AREA ARE AREA IS NOT IN CONTRACT. ALL DEVICES IN THIS AREA ARE EXISTING TO REMAIN UNLESS OTHERWISE NOTED. KEEP IN OPERATION AS NEEDED. 2. TIE RECEPTACLE INTO EXISTING CIRCUIT AS SHOWN. TIE RECEPTACLE INTO EXISTING CIRCUIT AS SHOWN. 3. RELOCATE DEVICE TO NEW LOCATION SHOWN. EXTEND CABLING AS RELOCATE DEVICE TO NEW LOCATION SHOWN. EXTEND CABLING AS NECESSARY FOR A COMPLETE SYSTEM. COORDINATE FINAL LOCATION WITH ARCHITECT AND LOW VOLTAGE CONTRACTOR. 4. REFER TO DETAIL A ON SHEET E301 FOR ADDITIONAL INFORMATION. REFER TO DETAIL A ON SHEET E301 FOR ADDITIONAL INFORMATION. 5. REFER TO DETAIL B ON SHEET E301 FOR ADDITIONAL INFORMATION. REFER TO DETAIL B ON SHEET E301 FOR ADDITIONAL INFORMATION. 6. ROUGH-IN FOR CARD READER. REFER TO DETAIL C ON SHEET E301 ROUGH-IN FOR CARD READER. REFER TO DETAIL C ON SHEET E301 FOR ADDITIONAL INFORMATION. 7. TRANSFORMER SHALL BE FLOOR MOUNTED ON SLAB. COORDINATE TRANSFORMER SHALL BE FLOOR MOUNTED ON SLAB. COORDINATE MOUNTING WITH OWNER/ARCHITECT. REFER TO EXISTING RISER DIAGRAM ON SHEET E4.10 FOR ADDITIONAL INFORMATION.  8. ELECTRICAL CONTRACTOR SHALL PROVIDE ROUGH-IN FOR DUAL ELECTRICAL CONTRACTOR SHALL PROVIDE ROUGH-IN FOR DUAL HEAD PEDESTAL MOUNTED EV CHARGING STATION. EXTEND 1-1/4" CONDUIT BACK TO EV PANEL. COORDINATE LOCATION WITH OWNER PRIOR TO ROUGH-IN. REFER TO DETAIL ON THIS SHEET FOR ADDITIONAL INFORMATION. 9. EXTEND TO INTEGRAL CIRCUIT BREAKER OR DISCONNECT SWITCH. EXTEND TO INTEGRAL CIRCUIT BREAKER OR DISCONNECT SWITCH. INSTALL CONDUIT AND WIRING AS REQUIRED FOR A COMPLETE AND OPERATIONAL SYSTEM.  10. RELOCATED FAN POWERED VAV BOX. 277V-1Ø, 20A/2P. EXTEND RELOCATED FAN POWERED VAV BOX. 277V-1Ø, 20A/2P. EXTEND EXISTING WIRING, CONDUIT, AND ALL ASSOCIATED ACCESSORIES AS NEEDED FOR A COMPLETE SYSTEM. RELOCATE EXISTING FIRE ALARM SYSTEM ADDRESSABLE MODULE FOR UNIT SHUTDOWN UPON ALARM. 11. PROVIDE WIRING AND CONDUIT TO FURNITURE. PROVIDE TWO (2) 4" PROVIDE WIRING AND CONDUIT TO FURNITURE. PROVIDE TWO (2) 4" SQUARE JUNCTION BOX FOR THE POWER AND TWO (2) 4-11/16" DEEP SQUARE JUNCTION BOX FOR THE COMMUNICATIONS CONNECTIONS TO THE FURNITURE SYSTEM. FLUSH MOUNT THE WALL MOUNTED JUNCTION BOX AT 18" AFF. COORDINATE FINAL LOCATION AND MOUNTING HEIGHT WITH THE FURNITURE CONTRACTOR PRIOR TO ROUGH-IN. EXTEND FOUR (2) 1.25" CONDUIT FROM THE COMMUNICATION JUNCTION BOX ABOVE THE CEILING. THE ELECTRICAL CONTRACTOR SHALL MAKE THE FINAL CONNECTION TO THE FURNITURE SYSTEM AND POWER JUNCTION BOX. CIRCUIT FROM PANELBOARD "CPR1A" TO PROVIDE POWER TO THE WORKSTATION PC RECEPTACLE. CIRCUIT FROM PANELBOARD "RP1D" TO PROVIDE POWER TO THE CONVENIENCE RECEPTACLE.  12. PROVIDE COMBINATION POWER AND COMMUNICATION FLOOR BOX. PROVIDE COMBINATION POWER AND COMMUNICATION FLOOR BOX. FLOOR BOX SHALL BE  EQUAL TO WIREMOLD EVOLUTION SERIES EFB45S-OG WITH FLUSH STYLE DIE-CAST ALUMINUM COVER AND WIREMOLD EFB8-MB MOUNTING BRACKET, COORDINATE THE FINAL LOCATION WITH THE ARCHITECT AND GENERAL TRADES CONTRACTOR PRIOR TO ROUGH-IN. PROVIDE WITH TWO (2) 20 AMP DEVICES AND STUB TWO (2) 1" COMMUNICATION CONDUITS FROM EACH FLOOR BOX UNDER THE RAISED FLOOR, EXTEND AND TERMINATE IN AN ACCESSIBLE LOCATION. PROVIDE WIREMOLD EFB10-B BLANK DEVICE PLATE FOR EMPTY GANG LOCATIONS. 13. RELOCATED FAN POWERED VAV BOX. 277V-3Ø, 20A/3P. EXTEND RELOCATED FAN POWERED VAV BOX. 277V-3Ø, 20A/3P. EXTEND EXISTING WIRING, CONDUIT, AND ALL ASSOCIATED ACCESSORIES AS NEEDED FOR A COMPLETE SYSTEM. RELOCATE EXISTING FIRE ALARM SYSTEM ADDRESSABLE MODULE FOR UNIT SHUTDOWN UPON ALARM. 14. PROVIDE COMBINATION POWER AND COMMUNICATION FLOOR BOX FOR PROVIDE COMBINATION POWER AND COMMUNICATION FLOOR BOX FOR FURNITURE FEED. FLOOR BOX SHALL BE EQUAL TO WIREMOLD RFBA SERIES WITH FURNITURE FEED ALUMINUM COVER. COORDINATE THE FINAL LOCATION WITH THE ARCHITECT AND GENERAL TRADES CONTRACTOR PRIOR TO ROUGH-IN. EXTEND TWO (2) 1.25" COMMUNICATION CONDUITS FROM EACH FLOOR BOX TO ABOVE THE CEILING. DO NOT DAISY CHAIN THE COMMUNICATION CONDUITS. CIRCUIT FROM PANELBOARD "CPR1A" TO PROVIDE POWER TO THE WORKSTATION PC RECEPTACLE. CIRCUIT FROM PANELBOARD "RP1D" TO PROVIDE POWER TO THE CONVENIENCE RECEPTACLE.  15. PROVIDE WIRING DEVICES WITHIN RECEPTIONIST DESK AS SHOWN - PROVIDE WIRING DEVICES WITHIN RECEPTIONIST DESK AS SHOWN - EXTEND MC CABLE HORIZONTALLY THROUGH THE FRAMING MEMBERS BETWEEN DEVICES SHOWN. 
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